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I.   INTRODUCTION 
 
A.   Purpose and Objectives 
 
 Effective management of the Conowingo pond is critical to economic, environmental, 
and human welfare needs in the area.  As demands on the resource increase, there is the potential 
during future droughts for inflow into the pond to decrease to the point where difficult economic 
and environmental decisions will need to be made.  There currently is no framework in place to 
facilitate the dialog and policy development necessary to support those decisions.   
 

The primary purpose of this planning effort was the development of a management plan 
for Conowingo pond during critical low flow periods.  The Conowingo Pond Workgroup (the 
Workgroup) evaluated operational alternatives for the pond and identified a recommended 
management plan that best meets the identified needs.  In addition, the Workgroup identified 
actions beneficial for managing the Conowingo pond that the Susquehanna River Basin 
Commission (the Commission) should consider including in its regulatory and water resources 
management programs.   

 
The Conowingo Pond Workgroup Report was completed in March 2006, and summarizes 

the efforts of the Workgroup, identifies the issues surrounding operations of the Conowingo 
pond during low flow conditions, discusses resolution of conflicts and problems through a 
coordinated planning process, presents the results of analyses of alternative plans, and makes 
recommendations for actions that should be taken by the Commission.  The Workgroup’s report 
served as the basis for this report prepared by the Commission.   
 
 The study process, analyses, and results discussed in this report also fulfill a commitment 
jointly made by the Commission and the City of Baltimore.  In 2001, the Commission and the 
City of Baltimore ratified a settlement agreement to resolve issues relating to Baltimore’s 
withdrawal and diversion of water from the Susquehanna River at the Conowingo pond.  
Section 7 of the agreement called for development of a Conowingo Pond Operating Plan, 
including associated modeling and impact studies.  In addition to the Commission and the City of 
Baltimore, a group of stakeholders was identified for possible participation in developing the 
operating plan.  The group consisted of federal and state resource and regulatory agencies, local 
jurisdictions, and operators of electric power projects.  
 

The following objectives of the Conowingo pond study were established as an initial 
step: 

 
1. Develop a workgroup dedicated to the comprehensive management of the water 

resources in the vicinity of the Conowingo pond; 
2. Gain an understanding of the factors, both natural and manmade, that affect the water 

resources of the Conowingo pond; 
3. Conduct a study to assess the ability of the available water resources to meet present 

and future demands; 
4. Identify existing constraints and potential conflicts, and evaluate alternative solutions 

through the use of the detailed Conowingo pond model; 
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5. Educate the stakeholders and the public regarding the Conowingo pond’s demands, 
constraints, water availability, and management opportunities; and  

6. Prepare and implement a long-term management plan. 
 

B.   Background of Conowingo Dam and Pond 
 
 Construction of the Conowingo dam across the lower Susquehanna River in Maryland 
began in 1926 and was completed in 1928.  The dam created a 14-mile long, 9,000-acre pond 
having 35 miles of shoreline, a width varying from 0.5 to 1.3 miles, and a maximum depth of 
98 feet.  The Conowingo pond is an interstate body of water with approximately 8 miles of the 
pond in Pennsylvania and 6 miles in Maryland.  The dam was built to provide hydroelectric 
power generation, but by virtue of the pond it created, a stable source of water storage for other 
purposes was also provided.  In addition to hydroelectric uses, the water in the Conowingo pond 
is also used for public water supply, industrial cooling water and recreation, and provides a 
valuable fish and wildlife resource.  The Conowingo dam includes a fish passage feature to 
facilitate anadromous fish restoration in the Susquehanna River Basin.  See Figure I-1 for 
location of the Conowingo dam and pond. 
 
 The Conowingo Hydroelectric Station is operated by Exelon Generation’s subsidiary, 
Susquehanna Electric Company, and is the largest of the four hydroelectric projects on the lower 
Susquehanna River in terms of generating capacity, dam height, and water storage (i.e., pond 
area).  The other three hydroelectric projects on the river (Holtwood, Safe Harbor, and York 
Haven) are located upstream of the Conowingo pond in Pennsylvania.  Operation of Conowingo 
dam is subject to the requirements of the Federal Energy Regulatory Commission (FERC), which 
include minimum flow releases and seasonally prescribed recreation pond levels.  Current 
minimum flows, which vary by season, were established to provide protection for fishery 
resources, with highest minimum flows required during the anadromous fish migratory period in 
spring, and intermittent flows permitted only during the winter, when fish populations present 
are limited. 
 
 The Conowingo pond is a source of water for: 
 

1. Conowingo Hydroelectric Station, located in Cecil and Harford Counties, Maryland; 
2. Muddy Run Pumped Storage Hydroelectric Facility, Lancaster County, Pennsylvania; 
3. Peach Bottom Atomic Power Station, York County, Pennsylvania; 
4. City of Baltimore, Maryland, municipal water supply; 
5. Harford County, Maryland, public water supply (provided by Baltimore’s system);   
6. Chester Water Authority water supply utility, serving areas of southeast Pennsylvania 

and northern Delaware; 
7. Recreational uses, including boating and fishing; and 
8. Sustained streamflows downstream of the dam. 
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Figure I-1.  Location of Conowingo Dam and Pond 
 
 

Figure I-2 shows the locations of the various facilities at and near the Conowingo pond. 
 
C.   Conowingo Pond Workgroup 
 
 The Conowingo Pond Workgroup was formed in 2002 by the Commission to both 
represent the interests of key stakeholders in the operation and use of the pond and to provide 
direction, oversight, input, and review for the planning effort and its results.  The Workgroup 
met several times per year beginning in April 2002, and was closely involved in the step-by-step 
development of the Conowingo Pond Management Plan.  In addition to their involvement 
through the periodic meetings, Workgroup members cooperatively provided data and other input 
upon request by Commission staff.  FERC was kept informed of Workgroup progress and results 
by periodic updates from Commission staff.   
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Figure I-2.  Facilities in the Vicinity of the Conowingo Pond 
 
 
 Mr. Matthew Pajerowski, Maryland Department of the Environment, served as Chairman 
of the Workgroup.  Commission staff facilitated the meetings by providing study material for 
information and/or review, setting the meeting agendas, making presentations, leading 
discussions, and documenting results.  Mr. Andrew Dehoff was the project manager for the 
Commission and had a lead responsibility for Workgroup activities. 
 
 Active members of the Workgroup represented a wide variety of interests including 
power generation, public water supply, natural/environmental resources, regulatory 
requirements, and balanced water resource planning and management.  Participation on the 
Workgroup was provided by the entities listed below: 
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 1. Maryland Department of the Environment (MDE) 
 2. Maryland Department of Natural Resources (MDNR) 
 3. Pennsylvania Department of Environmental Protection (PADEP) 
 4. Pennsylvania Fish and Boat Commission (PFBC) 
 5. Susquehanna River Basin Commission 
 6. U.S. Fish and Wildlife Service (USFWS) 
 7. U.S. Army Corps of Engineers (USACE) 
 8. City of Baltimore, Maryland 
 9. Chester Water Authority 
 10. City of Havre de Grace, Maryland 
 11. Operators of the Conowingo, Holtwood, Safe Harbor, Muddy Run, and Peach Bottom 

projects 
 12. Conectiv Mid Merit, LLC (Conectiv) 
 13. Harford County, Maryland 
 14. Lancaster County, Pennsylvania 
 15. York County, Pennsylvania 
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II.   THE RESOURCES AND USES OF THE CONOWINGO POND 
 

 The Conowingo pond is a multipurpose resource that provides water to meet several 
needs and to allow water-based opportunities.  Summary information on these needs and 
opportunities are discussed below.  
 
A.   Fishery Resources 
 
 The 14-mile long Conowingo pond, bounded by the upriver Holtwood dam in 
Pennsylvania and the Conowingo dam downriver in Maryland, straddles the two states.  
Reciprocal recreational fishing regulations are in effect in the Conowingo pond, permitting 
anglers licensed in either Pennsylvania or Maryland to utilize the entire pond.  Fishing 
regulations for the entire Conowingo pond are determined by the Maryland Department of 
Natural Resources.   
 
 The Conowingo pond provides a mixed warm water recreational fishery for largemouth 
and smallmouth bass, channel catfish, white crappie, bluegill, and to lesser degrees, striped bass, 
walleye and carp.  The most abundant fish in the Conowingo pond is the gizzard shad.  Bass 
fishing tournaments are commonplace during the open season.  Steep, wooded slopes and 
railroad postings limit shoreline and boat access.  The heated effluent from Peach Bottom 
Atomic Power Station attracts game fish during the winter and extends the open-water fishing 
season.   
 
 The seasonal recreational fishery for American and hickory shad below Conowingo dam 
is one of the best in the world.  Catches of more than 100 shad per day are possible.  The shad 
fishery is concentrated along the west shore at two areas:  immediately below the dam and at the 
mouth of Deer Creek.  The shad fishery is dominated by shore and wading anglers, since boating 
in the shallow three-mile section from Conowingo dam to the Town of Port Deposit can be 
extremely hazardous.  Other popular fisheries below Conowingo dam target striped bass, white 
perch, smallmouth bass, and channel catfish.  Gizzard shad entrainment at Conowingo dam 
provides an intermittent source of forage for predatory fish and birds below Conowingo dam.   
 
B.   Hydroelectric Power 
 
 Two hydroelectric power facilities use the water of the Conowingo pond as part of their 
operation.  See Figure I-2 for locations of the facilities discussed below. 
 
 The Conowingo Hydroelectric Station has 13 turbine generators with a capacity of 
549.5 megawatts (MW) and generates an average of 1.8 billion kilowatt-hours of electricity 
annually.  Because water is used to turn the turbines, Conowingo can be used to “jump start” the 
electric distribution system in the event of a system blackout.  The Susquehanna Electric 
Company, a subsidiary of Exelon Generation, operates the facility.  
 
 The Muddy Run Pumped Storage Facility uses water from the Conowingo pond to 
operate 8 turbine generators with a capacity of 880 MW.  The facility is used for electrical 
demand peaking and load leveling.  Water pumped from the pond and stored in the Muddy Run 
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reservoir drops 343 feet vertically through four 25-foot-diameter intake shafts.  The shafts then 
run horizontally for another 525 feet before splitting into eight 14-foot-diameter tunnels that 
direct the water to the turbines.  The facility is operated by the Susquehanna Electric Company 
and was constructed in 1968. 
 
 The hydroelectric facilities do not operate without constraints.  As a result of the 
1988 settlement agreement between the owners of the Conowingo dam and environmental 
resource agencies, the dam’s FERC license mandates minimum flow requirements and minimum 
downstream dissolved oxygen requirements to protect downstream aquatic resources.  In 
addition, to promote recreational resources of the Conowingo pond, the license stipulates pond 
level minimums during summer weekends.  
 
C.   Public Water Supply 
 

1. The City of Baltimore (City) – The Big-Inch or Susquehanna Project was completed 
in 1965 to enable the City to make use of the Susquehanna River as a water supply 
source, and consists of an intake structure of 500 million gallons per day (mgd) 
capacity above Conowingo dam; a 144-inch and 108-inch tunnel and pipeline with a 
potential capacity of 500 mgd; the Deer Creek Pumping Station, currently equipped 
with 3 pumps at a rating of 50 mgd each and expandable to 5 pumps with a combined 
safe station capacity of 250 mgd; and approximately 35 miles of 108-inch and 
96-inch transmission main to the Montebello Filtration Plants in Baltimore City.  The 
transmission main on the discharge side of the pumping station has a design capacity 
of approximately 250 mgd.  Additional right-of-way was acquired at the time of 
transmission main construction in anticipation of the need to build a parallel conduit 
at some future date.  

 
Baltimore has been approved by the Commission to withdraw a maximum of 
250 mgd from the Conowingo pond.  During low flow periods on the Susquehanna 
River (i.e., when “Q-FERC” or lower flows occur), the maximum 30-day average 
withdrawal is reduced to 64 mgd.  See Section III-B for an explanation of the 
Q-FERC values. 
 
An investigation is currently underway by the City of Baltimore to determine the 
processes and capacity for the planned Fullerton Filtration Plant, to be located on the 
Fullerton site at the current location of the City’s system interconnection with the 
Susquehanna project.  The Susquehanna River will be the primary raw water source 
for this future facility.   

 
Harford County can use up to 20 mgd from the Baltimore system to help meet its 
water supply needs under an agreement with the City.  This amount could increase as 
Harford County’s needs grow, and if a modified agreement is enacted. 

 
2. Chester Water Authority – Chester Water Authority has been approved by the 

Commission to withdraw a maximum of 30 mgd of water supply from the 
Conowingo pond.  Chester Water Authority provides public water supply to areas in 
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southeast Pennsylvania and northern Delaware.  Chester Water Authority’s 
Susquehanna Pumping Station includes a submerged 12-foot-diameter grated intake 
located about 10 feet below normal pond elevation and a 54-inch pipe that delivers 
the water from the intake to the sump of the pumping station.  Three 15-mgd vertical 
turbine pumps are used to pump the water through approximately 13 miles of 42- and 
36-inch transmission main to the Chester Water Authority Octoraro Treatment Plant 
for purification.  The pumping station capacity with one pump running is 
approximately 17 mgd and with two pumps running, 30 mgd.  The third pump is for 
backup purposes only.   

 
D.   Thermoelectric Power 
 
 The Peach Bottom Atomic Power Station, located on the west bank of the Conowingo 
pond in York County, Pennsylvania (see Figure I-2), is a two-unit nuclear generating facility that 
uses water from the Conowingo pond for cooling purposes.  The two power units are boiling 
water reactors capable of generating 1,093 MW each.  Both units began commercial operation in 
1974.  The station does not currently use evaporative cooling towers for cooling needs, but 
evaporates up to 28 mgd through heat transfer via once-through cooling with water withdrawn 
from Conowingo pond.  Peach Bottom is currently co-owned by Exelon Generation and Public 
Service Electric and Gas of New Jersey.  Exelon Nuclear operates Peach Bottom. 
 
E.   Recreational 
 
 A variety of unique physical features gives the Conowingo pond its special character and 
provides visitors with a wealth of outdoor recreational experiences.  The rugged geology creates 
a dramatic scene of island formations and shoreline cliffs.  The pond’s waters and the forested 
hillsides harbor a broad spectrum of aquatic, animal, and plant habitats.   
 
 Fishing is one of the most popular recreational activities on the Conowingo pond.  Good 
fishing areas in the pond are accessible along the shoreline or by boat.  There is also fishing 
access to streams feeding into the pond and to a recreation lake at Muddy Run Park, which is just 
east of the pond.  Stocking programs and fishing tournaments help attract anglers to the pond. 
 
 Boating is another favorite recreational pastime for visitors to the pond.  The broad 
expanse of water at the southern portion of the pond is good for waterskiing, sailing, and motor 
boating.  The northern portion of the pond is narrower, includes islands, and is ideal for canoes 
and small boats.   
 
 While fishing and boating are the most popular activities at the Conowingo pond, visitors 
also enjoy camping, hunting, hiking, swimming, nature observation, and educational facilities.  
Most visitors enjoy a day trip to the Conowingo pond to participate in recreational activities, but 
some stay for an entire season.   
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F.   Future Project 
 
 A new electric generating facility, having a maximum capacity of 1,100 MW, has been 
proposed by Conectiv Mid Merit, LLC (Conectiv) for construction in Peach Bottom Township, 
York County, Pennsylvania.  The facility would be located inland approximately 2.5 miles from 
the Conowingo pond (see Figure I-2 for location), but major water needs for the project would be 
met by a withdrawal from the Conowingo pond and would include cooling tower makeup water, 
blowdown makeup, process water for emissions control and fuel conditioning, and fire protection 
needs.  The amount of consumptive water use would vary depending on plant operations, but 
would not be expected to exceed a maximum daily loss of 8.700 mgd.   
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III.   EXISTING PROBLEMS, ISSUES, AND OPPORTUNITIES 
 

A.   Review of Various Interests in Pond’s Resources 
 
 There are a wide variety of interests related to the resources, use, and operation of the 
Conowingo pond.  The members of the Workgroup provided insights to these diversified 
interests.  The following major interests were identified during development of the management 
plan.  A full listing of input provided by Workgroup members is provided in Appendix 1 of the 
report.  A summary, non-prioritized listing of this information is provided below. 
 
 1. Hydroelectric Power Generation – There is a widely recognized and critical need to 

maintain reliable hydroelectric power generation, particularly during low flow 
conditions in the summer when electrical demand is at its highest level.  The Muddy 
Run Pumped Storage Facility is key to reliable power generation during droughts and 
the Conowingo Hydroelectric Station plays a lesser role.  The Muddy Run facility 
makes use of the top four feet of Conowingo pond storage to cycle water back and 
forth for the purpose of hydropower generation.  Water is pumped from the 
Conowingo pond to the Muddy Run reservoir overnight when the cost of electricity is 
low, and is then released during the day to generate power when demand and prices 
are higher.  The Muddy Run facility moves more water and generates more power, 
with a capacity of 880 MW, than any of the other hydroelectric facilities on the 
Susquehanna River.  The Conowingo Station’s electrical power generation is 
significantly diminished during low flow conditions because it is dependent on inflow 
from the Susquehanna River and must release the required downstream minimum 
flows.  During low flows, the Conowingo Station typically produces approximately 
4 percent of its operating capacity, or just 22 MW.  In view of the operating 
parameters, maintaining the Muddy Run facility at as high an operating level as 
feasible should be a primary objective.  This can be accomplished by minimizing 
reductions in the Conowingo pond levels during low flow periods. 

 
 2. Public Water Supply – Protecting and conserving Conowingo pond as a water 

source are essential for ensuring sufficient water resources for current and future 
citizens of the region.  As population and water needs increase, reliance on the pond 
as a water supply source is expected to increase as well.  It is vital that the waters 
flowing to the Conowingo pond be properly managed to ensure adequate flow and the 
best possible water quality.  Water conservation and efficient water use should be 
recognized as beneficial measures, particularly during low flow conditions.   

 
  Chester Water Authority has a continuing need to withdraw up to 30 mgd from the 

pond.  Increasing water supply demands may lead Chester Water Authority to request 
an increase in its maximum withdrawal to 40 mgd.  

 
The City of Baltimore is approved to withdraw a maximum of 250 mgd, but is 
currently limited by its aggregate pumping capacity with 3 pumps operating to a 
withdrawal of approximately 137 mgd, depending upon system hydraulics.  The City 
must reduce its 30-day average withdrawal to 64 mgd during critical low conditions 
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on the Susquehanna River, in accordance with the City’s water withdrawal approval 
from the Commission.  The river withdrawal is an integral element of Baltimore’s 
raw water supply system and is currently employed either during major drought 
periods or under emergency operating conditions.  Growing demands are expected to 
increase the City’s dependence on the pond as a raw water source, and the planned 
implementation of the Fullerton Filtration Plant project will result in the withdrawal 
from the Susquehanna operating year-round.  Consequently, the City may request that 
the allowable maximum day withdrawal during low flow conditions be increased, 
potentially to as much as 142 mgd.   

 
Harford County depends on the pond for 20 mgd, at present, through water supply 
provided by Baltimore City’s system.  The County anticipates needing up to 40 mgd 
in the future, possibly obtained through a modified agreement with Baltimore City.  
Cecil County is also potentially interested in water supply from the Susquehanna 
River to meet its growth objectives.  A recent study by Cecil County resulted in 
recommendations to the County Commissioners that the Susquehanna River be 
investigated as a source to supplement water supply within Cecil County’s growth 
corridor along U.S. Route 40.  A withdrawal to serve Cecil County would likely draw 
water from an existing intake downstream of the Conowingo dam. 
 
The City of Havre de Grace has a water withdrawal permit for 10 mgd from the 
Susquehanna River.  The City’s intake is exposed to tidal influence when the 
discharge from Conowingo dam is low and the water quality can be impacted by 
salinity.  If severe, the water would be usable only for sanitation purposes, not for 
drinking.  Impacts on the Upper Chesapeake Hospital could be severe and a bottling 
plant could be shut down. 
 

3. Consumptive Water Use Upstream of Conowingo Pond – There is concern that 
increasing consumptive water use in the Susquehanna River Basin will result in more 
frequent low flow periods impacting the pond.  The impacts of changing hydrologic 
conditions and increasing consumptive use and water withdrawals must be 
accommodated.  Adequate storage of water in the basin, including water supply 
reservoirs, is vital in order to lessen impacts to streamflows during low flow 
conditions.  
 

4. Minimum Flow Release Requirements – Extended low flow conditions can 
adversely affect the ability of the pond to both provide mandated flow releases to the 
lower Susquehanna River and concurrently maintain critical pond levels.  
Maintaining sufficient flow and quality for waters entering the lower Susquehanna 
River and the Chesapeake Bay is critical to ensuring the health of the Bay.  Sufficient 
flow is required in order to adequately dilute discharges into the lower Susquehanna 
River from a number of industrial and other wastewater facilities, and to maintain the 
health of wetlands in the region surrounding the river. 

 
 A management plan for the pond’s operation during low flow conditions must ensure 

that all essential uses of the pond are protected to the fullest extent practicable.  Any 



 

 19

proposed modification of the minimum flow releases must be for the purpose of 
protecting all essential uses and not just to enhance hydropower generation.   

 
 5. Minimum Dissolved Oxygen Requirements – Extended low flow conditions, in 

conjunction with high ambient water temperatures, make achieving dissolved oxygen 
levels downstream of Conowingo dam a challenge. 

 
 6. Summertime Minimum Pond Levels – Extended low flow conditions can adversely 

affect the ability of the operators to keep the pond at prescribed levels for recreational 
use. 

 
 7. Multipurpose Benefits – The citizens in the surrounding area benefit from 

recreational activities, fish and wildlife resources, hydroelectric power, and public 
water supply provided by the pond.  Specific interests in these benefit categories are 
discussed in this section, and effective management of the pond is needed to ensure 
that it continues to meet these multiple needs.  From the Commission’s perspective, a 
primary goal of the Workgroup’s effort is the balancing of economic development, 
environmental protection, and provision of public water supplies.   

 
 8. Anadromous Fish Restoration – The program for anadromous fish restoration in the 

Susquehanna River Basin has been very successful and will continue as an important 
and widely supported effort.  Any changes in low flow operations at Conowingo dam 
and pond must ensure that successful upstream passage of adult shad in the spring and 
downstream movement of juveniles in the fall continue.   

 
 9. Upstream Reservoirs – Commission-owned water supply storage at two Army 

Corps of Engineers’ reservoirs in Pennsylvania, Cowanesque and Curwensville 
Lakes, is available for low flow augmentation.  However, the use of that storage is 
limited to times of severe low flows when Q7-10 events occur (Q7-10 is the low flow 
expected to occur once in 10 years, on average, for a 7-day duration).  There is 
interest in determining if additional flow releases could be made from the 
Commission’s storage to benefit the Conowingo pond during low flow periods when 
the more frequent Q-FERC events occur (see Section III-B for discussion of 
Q-FERC). 

 
 10. Environmental Resources – Concerns include the general health of living resources 

in the pond and tailwaters, impacts on downstream resources, and impacts on aquatic 
resources at water intakes and streamside development.   

 
 11. Cooperative Management – There was strong support for a cooperative effort by 

Workgroup members to resolve conflicts and implement an effective management 
plan.   
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B.   Minimum Releases and the 1988 Settlement Agreement 
 
 The minimum flow release requirements for Conowingo dam were established in 1988 as 
part of a settlement agreement (Docket No. EL80-38-000; Project No. 405-009) approved by 
FERC.  Parties to the agreement were the Philadelphia Electric Power Company and the 
Susquehanna Power Company (the “licensees”) and the “interveners” consisting of the U.S. Fish 
and Wildlife Service, the State of Maryland (Maryland Department of Natural Resources), the 
Commonwealth of Pennsylvania (Department of Environmental Resources and the Fish and Boat 
Commission), the Susquehanna River Basin Commission, the Upper Chesapeake Watershed 
Association, and the Pennsylvania Federation of Sportsman’s Clubs.   
 
 The agreement specified that the minimum flow requirement from Conowingo dam be 
determined by the lesser of two quantities:  (1) the natural river flow as measured at the 
U.S. Geological Survey (USGS) gage at Marietta, Pennsylvania; or (2) the minimum flow 
requirement from the seasonal schedule developed for the agreement, shown below, and 
commonly referred to as “Q-FERC.”  The minimum flows, which vary by season, were 
established to provide protection for fishery resources, with highest minimum flows required 
during the anadromous fish migratory period in spring, and intermittent flows permitted only 
during the winter, when fish populations present are limited.  Minimum flows below Conowingo 
dam during the spring are of particular importance to maintenance of good water quality and the 
aquatic resources present in that habitat.  Under full anadromous fish restoration, the 3-mile river 
reach below Conowingo dam is expected to host up to 3 million American shad and 15 million 
river herring, and it is currently utilized by large populations of white perch, gizzard shad, carp, 
suckers, American eel, striped bass, and other species.  Long-term studies demonstrated that 
intermittent winter flows were sufficient to maintain the wetted surface area needed to maintain 
macroinvertebrate production, an important fish food resource. 
 
  Dates     Minimum Flow (cfs) 
 
 March 1 – March 31      3,500 

 April 1 – April 30                          10,000 
 May 1 – May 31      7,500 
 June 1 – September 14     5,000 
 September 15 – November 30     3,500 
 December 1 – February 28     3,500 1 
 

 1 The minimum flow for December 1 – February 28 was left unspecified in the 1988 agreement, pending 
further study.  In order to resolve this issue, the agreement called for MDNR to undertake studies to 
determine if continuous flows have a detectable impact on benthic populations in the Susquehanna River 
below Conowingo dam.  These studies were completed in 1998 and served as the basis for the minimum 
intermittent flow of 3,500 cubic feet per second (cfs) or natural river flow, whichever is less.  The 
agreement also allows a maximum of 6 consecutive hours of no flow releases followed by an equal or 
greater amount of hours of releases of 3,500 cfs or the natural river flow.  This policy was formally adopted 
in 2004. 

 
 In practice, during normal conditions when there is ample water available in the 
Susquehanna River, the dam releases the appropriate minimum Q-FERC flow for the time of 
year, in accordance with the table above.  However, during low flow conditions, when flows 
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measured at the Marietta gage decline below the Q-FERC level, the dam’s minimum flow 
matches the flow recorded at the gage during the previous day. 
 

In addition to prescribing the minimum flow rate from the dam, the license amendment 
also specifies that the flows must be provided by turbine releases exclusive of leakage from 
appurtenances of the Conowingo dam, and that discharges from house units shall be included as 
minimum flows only when such units are operating.  In other words, leakage of water through 
closed wicket gates in the powerhouse cannot be counted towards the dam’s required minimum 
flow release.  The leakage has been estimated to be about 800 cfs. 
 
C.   Low Flow Operations 

 
Under normal and slightly below average flow conditions, there is generally ample water 

in the lower Susquehanna River to support water supply demands, serve hydroelectric 
operations, and maintain adequate flows to downstream river reaches and the upper Chesapeake 
Bay. 

 
Under current pond operating conditions and in the absence of a management plan, the 

available water becomes insufficient to meet all prescribed uses and required needs during 
periods of extreme low flow.  Storage levels in the Conowingo and Muddy Run facilities begin 
to decline as Exelon strives to meet minimum release requirements of the FERC license.  In 
order to avoid violating the minimum flow requirements of the license, Muddy Run operations 
are at first gradually curtailed, and eventually discontinued in the interest of maintaining required 
minimum releases.   
 

Declining pond levels threaten Peach Bottom’s cooling water intake, recreational use of 
the Conowingo pond, shore habitat levels, and downstream flows.  As drought conditions 
continue, the operators continue to generate hydroelectricity as much as possible using the water 
available to them, but it becomes a secondary concern.  The primary concern becomes the 
depletion of storage in the pond and safeguarding the ability of the pond to continue to make 
adequate releases during low flow events of extended duration.  See Figure III-1 for a depiction 
of important elevations in the pond.  The elevations shown on Figure III-1 are based on the 
Conowingo datum, which is 0.7 feet below the more standard NGVD (National Geodetic 
Vertical Datum). 
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Figure III-1.  Important Operating Elevations (Conowingo Datum) of Conowingo Pond 
 
 

During recent droughts, in response to declining pond levels and worsening conditions, 
FERC has granted Exelon temporary relief from license requirements on four separate occasions 
(1999, 2001, 2002, 2005) in order to safeguard the storage remaining in the pond and its 
availability for multipurpose use.  The variances were supported by the Pennsylvania Fish and 
Boat Commission, Maryland Department of Natural Resources, U.S. Fish and Wildlife Service, 
and the Susquehanna River Basin Commission in consideration of the importance of preserving 
storage and preventing the decline of the pond to undesirable levels.  The variances were not 
intended to benefit Exelon hydroelectric operations at the expense of recreational pond levels, 
minimum downstream releases, or minimum pond elevation requirements.   
 
 The basis of the variance in the past has been the quantity of water estimated to leak 
through non-operating turbines, approximately 800 cfs.  Instead of disqualifying that leakage 
from counting towards minimum release requirements, as stipulated in the 1988 settlement 
agreement, FERC temporarily allows inclusion of up to 800 cfs, as needed.  The variance is valid 
only so long as drought conditions exist, or as otherwise stipulated by FERC.  It should be noted 
that, in actual implementation of the credit for leakage, Exelon typically uses only the portion of 
the 800 cfs necessary to stabilize and maintain the pond level, so as to continue releasing as 
much flow downstream as possible.  Also, because of inherent uncertainties in estimating 
leakage quantities, utilizing only the credit for leakage necessary to maintain and stabilize pond 
level ensures conservative implementation of the variance when possible. 
 

Because counting leakage toward minimum flows from Conowingo directly contradicts 
the 1988 settlement agreement, there is an elaborate protocol for implementing the variance.  
Exelon personnel must carefully document declining flows and deteriorating conditions in the 
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pond, and request the support of the intervening parties to the settlement agreement.  Depending 
on the timing of the request and availability of personnel, concurrence from the four agencies can 
come as quickly as later the same day, or may not be available for up to a week; there is no 
definitive duration or deadline.  When Exelon has garnered the support of the four agencies, it 
makes an official request to FERC for a license variance.  Again, depending on the 
circumstances, approval for the variance from FERC, while usually forthcoming, can take 
several days.  The process is intentionally a deliberate one, because it is important that the 
variance to credit leakage towards the minimum flow requirement is justified.  However, the 
delay between the initiation of the request and the approval can result in a significant loss of 
critical storage in the Conowingo pond.   

 
Regardless of the severity of drought conditions, availability of water for power plant 

cooling purposes, or a variance from FERC, neither of the water supply withdrawals from the 
pond (by the City of Baltimore and Chester Water Authority) is subject to curtailment as a result 
of decline in pond elevation.  In accordance with agreements established between Exelon and the 
withdrawal operators, daily withdrawals continue even as the pond level declines.  This is true 
regardless of whether the withdrawals have ever been shown to impact Exelon’s ability to 
maintain Conowingo’s required stage and release.  It is the sole responsibility of Exelon to 
maintain the pond and releases at levels required in the FERC license. 

 
Although not subject to withdrawal restrictions based on pond elevations, there is a 

provision in the City of Baltimore’s settlement agreement with the Susquehanna River Basin 
Commission that limits withdrawals during periods when the flow at Marietta is below the 
thresholds established by FERC.  Although approved to take up to 250 mgd, and with a present 
output totaling 137 mgd (with 3 pumps operating), the City is currently restricted to taking a 
30-day average of 64 mgd during FERC triggers.  As mentioned above, Chester Water Authority 
is not subject to such restrictions. 
 
D.   Identification of Existing Problems and Issues 

 
For the reasons described above, managing the Conowingo pond during low flow periods 

on the Susquehanna River is a challenging endeavor.  The Conowingo pond is an intensely used, 
but finite, water resource that serves hydroelectric, thermoelectric, water supply, recreation, and 
aquatic habitat purposes.  The multipurpose operation of the pond, in combination with 
increasing water demands and naturally recurring low flow conditions, has led to problems and 
conflicting purposes.  As one of its initial tasks, the Workgroup identified the existing and 
potential problems and issues: 

 
1. Maintaining FERC mandated minimum flow releases from the Conowingo pond can 

lead to disruption in power production and cause pond levels that are lower than the 
recreational levels.  See Figure III-1 for a depiction of important elevations.  The 
specific problems and issues that can develop are: 

 
a. Conowingo Hydroelectric Station – The FERC license for the Conowingo plant 

does not allow the pond to go lower than 100.5 feet. 
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b. Muddy Run Pumped Storage Hydroelectric Facility – The Muddy Run facility 
cannot operate its large pumps below 104.0 feet elevation due to concerns about 
cavitation.   

 
c. Peach Bottom Atomic Power Station – The Peach Bottom station begins 

experiencing cooling problems when the elevation of the pond drops to 103.5 feet.  
Due to the nature of nuclear power plants with operational safety concerns, 
complex shutdown/start-up procedures, and large base-load power outputs, logic 
dictates that priority must be given to Peach Bottom over other interests, 
particularly considering that low flow conditions typically occur in the midst of 
summer when demand for electricity peaks.  Faced with declining pond levels and 
in recognition of the potential serious impacts to the Peach Bottom Station, 
Exelon expects that prudent and cautious actions would be directed by FERC to 
help stabilize the pond level in the range of 104.0 to 105.0 feet.  The Nuclear 
Regulatory Commission license for Peach Bottom requires the plant to shut down 
completely at 98.5 feet.    

 
d. Chester Water Authority – Lowered pond elevations may hinder the Chester 

Water Authority’s withdrawal.  The Authority needs a pond elevation of at least 
99.8 feet to avoid cavitation problems.   

 
e. City of Baltimore – The City’s withdrawal intake is at a deeper location in the 

pond than the others.  The minimum desirable level for operation of the intake is 
90.8 feet. 

 
f. Recreation – Lowered pond levels reduce recreational opportunities.  The 

Conowingo pond operating rules stipulate that an elevation of 106.5 feet be 
maintained on weekends to meet recreational needs.   

 
2. Emergency or near-emergency conditions have existed when temporary waivers to 

allow inclusion of gate leakage towards meeting minimum flow releases were given 
at four times (1999, 2001, 2002, 2005) during recent droughts. The process for 
obtaining a temporary waiver occurs when time is critical and serious impacts are 
developing with no projected improvement.  
 

3. Increased salinity levels in the Susquehanna River downstream of the dam during low 
flow conditions can negatively impact the water supply for Havre de Grace.   

 
4. Consumptive water use in the Susquehanna River Basin upstream of the Conowingo 

pond continues to increase and could negatively impact the pond.  Consumptive use is 
estimated to have increased from 270 mgd in 1970 to 456 mgd in 2000 (a 69 percent 
increase over 30 years), and is projected to increase to 640 mgd in 2025 (a 40 percent 
increase over 25 years).   

 



 

 25

5. Commission-owned water supply storage (30,000 acre-feet) at two federal reservoirs 
in the upper basin is not available for use to specifically benefit the Conowingo pond 
due to existing operational rules at the reservoirs.   

 
6. Increasing public water supply needs for the City of Baltimore; Chester Water 

Authority; utilities in Harford, Lancaster, and York Counties; and possibly other areas 
are expected to lead to requests for greater withdrawals from the pond or the 
Susquehanna River just upstream.   

 
7. Increased industrial consumptive water use needs (i.e., cooling water) could require 

additional withdrawals from the pond.   
 

E.   Opportunities for Improvements 
 
Each member of the Workgroup brought a different perspective to the table with regard 

to drought operations and experience in managing and mitigating droughts.  In preliminary 
discussions about potential management strategies, Workgroup members identified several topics 
that merited consideration and evaluation, including reducing water demand at the pond through 
water conservation or other reductions, increasing water supply through release of upstream 
storage, modifying operations or implementing drought contingency plans, and identifying 
targeted management thresholds related to flow, downstream salinity, or pond elevation. 

 
A great deal of discussion involved the need to address the shortcomings of issuing the 

leakage variance on an emergency, ad hoc basis, and the Workgroup agreed that an investigation 
of a more reliable, predictable, and consistent process was warranted.  However, the Workgroup 
also recognized that a variance to credit leakage towards the minimum release can alter 
downstream flows and have other consequences, and agreed to consider and evaluate several 
issues and alternatives, as described below. 

 
1. There should be clearly defined limitations to the use of a leakage credit.  Workgroup 

members recognized that the credit is not needed at all times, and can conflict with 
other objectives, such as downstream biotic habitat and migratory fish passage. 

 
2. Due consideration should be given to the skimming of peak flows and water 

conservation before committing to reducing downstream flows (i.e., allowing a 
leakage credit).  There may be the potential to alleviate low flow conditions by 
temporarily reducing water demand or shifting withdrawals from the pond to other 
times of the year when water is more abundant.   

 
3. Opportunities to augment flows to the pond should be fully investigated, including 

more frequent releases of Commission storage.  There may be the potential to 
alleviate low flows by increasing the supply of water entering the pond.   

 
4. Analyses of a credit for leakage should consider the potential beneficial impacts of 

more sustainable releases that will likely result from releasing lesser quantities.  
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Eliminating the loss of storage during low flow periods may allow the pond to sustain 
higher downstream flows later into the summer and early autumn.   

 
The Workgroup agreed that close examination of the opportunities described above, 

through the use of a hydrologic model, would provide information needed to assess the ability of 
each to mitigate low flow conditions.  Use of the model will allow the Workgroup to analyze 
historic low flow events and evaluate the benefits, impacts, and other consequences of various 
management strategies. 
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IV.   PLANNING PROCESS AND INITIAL SCREENING 
 
A.   Hydrologic Model Development and Verification 

 
 The ultimate objective of this effort was to develop a comprehensive set of hydrologic 
records for use in the Commission’s OASIS model by converting gaged flows into inflows at the 
OASIS nodes.  The record was developed from gaging records along the Susquehanna, and is 
intended to be representative of flows that can reasonably be expected to occur in the future.   
 

1. Hydrologic Record Development – Essential to building a useful hydrologic record 
is the computation of a record of “unimpaired” gaged flows.  Gages only show the 
actual flow in the stream; they have no information about what the flow would have 
been without human intervention.  “Impairments” are modifications of the natural 
flows due to change in reservoir storage (including evaporation and precipitation on 
the reservoir surface) and municipal, industrial, or agricultural consumptive 
withdrawals of water.  If water is withdrawn above a gage and returned to the river 
below the gage, the impairment is the entire withdrawal.   
 
In order to estimate unimpaired gage records, it was first necessary to develop a time 
series estimate of historic water uses.  Some highly regulated facilities, such as public 
water supply withdrawals and power plant operations, have detailed records that can 
be used to recreate historic uses.  Most uses, however, have little or no record and 
thus, must be estimated through the use of statistical techniques and assumed 
correlations between water use and known water use factors, such as population data. 

 
a. Use of Gage Records – The hydrologic record runs from 1930 to 2002.  The 

starting date for the record was chosen in order to include the drought of the 
1930s and a few antecedent years, and because eight gages were started in 1928 
and 1929.  Prior to 1928, the paucity of available gauging records makes it 
difficult to develop a representative reconstruction of all of the gages required to 
produce the hydrologic records for the model.  There are 61 streamflow gages in 
the Susquehanna basin that are used in this project; these are listed in Table IV-1.  
Many of the gages have incomplete records; their operation either began after 
1930 or ended prior to September 30, 2002.  For a description of the 
methodologies used to recreate missing records, refer to the Model Development 
and Verification Appendix.  Figure IV-1 shows locations of gages used to develop 
the record. 

 
b. Development of Hydrologic Record – The availability of gage information and 

the locational need for flow information in the model do not always coincide.  A 
significant task related to development of the hydrologic record is transferring the 
non-impaired and extended flow records to the various model nodes and 
junctions, and computing the inflow, or reach gains, from the intervening drainage 
area between two or more model nodes.  Refer to the Model Development and 
Verification Appendix for a detailed description of the process.  
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Table IV-1.  Stream Gages Used in Development of the Hydrologic Record 
 

 
 

c. Flow Routing – There are 15 stream reaches between model nodes where flow 
routing was deemed important due to either extensive travel distance or 
hydrologic complexity.  The Muskingum routing methodology was used to 
develop routing coefficients; see Section 5 of the Model Development and 
Verification Appendix for a description of the process used. 

 
2. Model Coverage – Although the focus of the planning study is on the conditions in 

and below the Conowingo pond, the Workgroup recognized that upstream conditions 
play a role significant enough to merit their inclusion in the model.  Specifically, 
operations at the dam during low flow conditions are driven by conditions at the 
USGS stream gage located at Marietta, Pennsylvania, and reliable modeling 
capabilities at that location on the Susquehanna River are, thus, essential to successful 
analysis.  Further, conditions at Marietta are, in turn, driven by hydrologic conditions 
in the 25,990 square miles of upstream drainage.  See Figure IV-2 for a depiction of 
the extent of basin coverage by the model. 

 

Stream Location Stream Location 
Susquehanna River Colliersville, N.Y. Bald Eagle Creek Blanchard, Pa. 
Susquehanna River Unadilla, N.Y. Blockhouse Creek English Center, Pa. 
Unadilla River Rockdale, N.Y. Pine Creek Waterville, Pa. 
Susquehanna River Conklin, N.Y. Lycoming Creek Trout Run, Pa. 
Tioughnioga River Cortland, N.Y. West Branch Susquehanna River Williamsport, Pa. 
Tioughnioga River Itaska, N.Y. Chillisquaque Creek Washingtonville, Pa. 
Chenango River Chenango Forks, N.Y. Susquehanna River Sunbury, Pa. 
Susquehanna River Vestal, N.Y. Penns Creek Penns Creek, Pa. 
Susquehanna River Waverly, N.Y. E Mahantango Creek Dalmatia, Pa. 
Cowanesque River Lawrenceville, Pa. Frankstown Branch Williamsburg, Pa. 
Tioga River Lindley, N.Y. Juniata River Huntingdon, Pa. 
Tioga River Erwins, N.Y. Raystown Branch Saxton, Pa. 
Chemung River Corning, N.Y. Raystown Branch Huntingdon, Pa. 
Chemung River Chemung, N.Y. Juniata River Mapleton Depot, Pa. 
Susquehanna River Towanda, Pa. Aughwick Creek Three Springs, Pa. 
Towanda Creek Monroeton, Pa. Juniata River Newport, Pa. 
Susquehanna River Meshoppen, Pa. Sherman Creek Shermans Dale, Pa. 
Tunkhannock Creek Tunkhannock, Pa. Clarks Creek Carsonville, Pa. 
Lackawanna River Old Forge, Pa. Letort Spring Run Carlisle, Pa. 
Susquehanna River Wilkes Barre, Pa. Conodoguinet Creek Hogestown, Pa. 
Susquehanna River Danville, Pa. Susquehanna River Harrisburg, Pa. 
WBr Susquehanna River Bower, Pa. Yellow Breeches Creek Camp Hill, Pa. 
Clearfield Creek Dimeling, Pa. Swatara Creek Harper Tavern, Pa. 
WBr Susquehanna River Karthaus, Pa. West Conewago Creek Manchester, Pa. 
Driftwood Branch Sterling Run, Pa. Codorus Creek Spring Grove, Pa. 
Sinnemahoning Creek Sinnemahoning, Pa. Codorus Creek York, Pa. 
First Fork Stevenson, Pa. Susquehanna River Marietta, Pa. 
Kettle Creek Cross Fork, Pa. Conestoga River Lancaster, Pa. 
West Branch Susquehanna River Renovo, Pa. Susquehanna River Conowingo, Md. 
Spring Creek Axeman, Pa. Deer Creek Rocks, Md. 
Bald Eagle Creek Milesburg, Pa.   
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Figure IV-1.  Locations of Stream Gages Used in Development of Hydrologic Record 
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Figure IV-2.  Schematic of Hydrologic Model Coverage 

 
 
a. Upper Susquehanna Basin – Model coverage upstream of Marietta is less detailed 

and intensive compared to coverage between the gage at Marietta and the mouth 
of the Susquehanna River at Havre de Grace, Maryland.  Nevertheless, it contains 
several major stream nodes in each subbasin, and a general coverage of 
consumptive use demands, as well as major individual points of demand such as 
the power plants at Berwick and Montour.  

 
b. Lower Susquehanna Basin – Demand and flow information in the region 

downstream of the Marietta gage is much more comprehensive and localized than 
it is for the upstream drainage.  Also, due to the heavy development and more 
intense human activity as far north as Harrisburg, hydrologic representation of 
conditions between Marietta and Harrisburg were given more dedicated attention.  
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Figure IV-3 shows a detailed schematic of the model coverage for the Lower 
Susquehanna basin. 

 
c. Baltimore City System – Although the entire service area of the Baltimore City 

water system is wholly outside the Susquehanna River Basin and does not impact 
the Conowingo pond after the initial diversion occurs, it is nevertheless prudent to 
include at least a rudimentary representation of the City system.  Because the 
withdrawal is significant and is driven, at least partly, by conditions in the City’s 
reservoir system, there is utility in developing basic hydrologic modeling for all 
the City’s supplies. See Figure IV-3.  It also is recognized that long-term water 
withdrawals from the Conowingo pond will, in part, be driven by operation of the 
planned Fullerton Water Filtration Plant, to be located northeast of the City 
between the existing Abingdon and Montebello facilities.  The modeling of the 
City system was completed to ensure reasonably accurate representation of water 
withdrawals, regardless of the specific configuration of treatment facilities and 
distribution practices currently or in the future.   

 

 
 
Figure IV-3.  Schematic of Detailed Model Coverage in Lower Susquehanna Basin 
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3. Operational Rules – Concerted efforts were made to understand and accurately 
model the sometimes complex operating rules and management protocols of the 
various water users in and around the Conowingo pond, particularly reflecting 
operations during low flow conditions. 

 
a. Water Supply Reservoirs – Water supply reservoirs have two management aspects 

in particular that are typically the prevalent rules during low flow conditions:  
reservoir storage and conservation releases for fish propagation and protection of 
the downstream aquatic ecosystem.  For example, the operators of Baltimore’s 
water supply system rely on rules based on remaining reservoir storage to decide 
whether and at what quantity to withdraw water from the Susquehanna River.  As 
another example, the requirement that water supply reservoirs maintain 
conservation releases is a critical element in the yields of reservoirs, and plays a 
role in the ability of the storage to supply water for the duration of a drought.  It is 
thus very important that operating rules and conservation release requirements are 
modeled as precisely as possible.   

 
b. Flood Control Reservoirs – Most of the major flood control reservoirs in the 

Susquehanna basin do not play a major role in the hydrologic regime during low 
flow periods, although some USACE reservoirs likely contribute more water 
through conservation releases than the watershed in its natural state might.  
Nevertheless, the reservoirs were modeled to be consistent with published 
operating rules, affording the Workgroup the opportunity to assess the sensitivity 
of conditions at Marietta and in the Conowingo pond to varied operations at the 
USACE facilities.   
 
Of particular interest are operations at the Cowanesque and Curwensville 
reservoirs, which have a combined storage of 30,000 acre-feet under contract to 
the Commission for releases under low flow conditions.  While the baseline 
version of the model operates under the release protocols as defined in the 
agreement between USACE and the Commission, alternate model simulations 
have been employed using protocols that vary timing and quantity of low flow 
releases to analyze the potential for these releases to benefit the Conowingo pond.   
 

c. Hydroelectric Facilities – Operations at the major hydroelectric facilities on the 
lower Susquehanna River are strictly constrained by the requirements contained in 
the separate FERC operating licenses.  How the dams are operated within those 
constraints, however, is driven by daily fluctuations in energy demand, supply 
available in the energy market, available river flow, and pricing.  Each dam owner 
operates competitively to maximize profitability; the details of the factors 
determining the daily level of operations are proprietary at each facility and, 
therefore, not available for inclusion in model runs. 
 
For the purposes of modeling operations at Conowingo dam, it was assumed that 
the operators would first and foremost meet minimum release requirements, and 
then strive to maximize storage within the license constraints.  While perhaps not 
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an exact replication of realistic operations, prioritization tools available in the 
modeling software ensure that the water is dedicated to the same purposes that the 
operators would likely choose, particularly during low flow operations. 
 

d. Interconnected Supplies – Several components of the hydrologic model, such as 
Chester Water Authority, the City of Baltimore, and Harford County, maintain 
multiple sources of water supply.  Each has guidelines, ranging from formally 
adopted plans to general rules of thumb, that govern which source is being used 
and at what level of service.  The modeling logic was developed in accordance 
with rules provided by the various stakeholders to replicate as closely as possible 
the balancing of sources routinely undertaken, particularly during low flow 
conditions.  Where necessary, pipelines were modeled with the capability to 
transport water in reversed directions. 

 
e. Pumped Storage Facilities – The Muddy Run Pumped Storage Facility enables the 

operators of Conowingo dam to store energy in the form of water storage for use 
during peak demand periods.  The facility was modeled using protocols suggested 
by Exelon personnel, and conditioned in such a way that higher priorities, such as 
meeting minimum release requirements and maintaining pond level in accordance 
with FERC licensing, take precedence over the pumping or holding of storage in 
Muddy Run. 

 
f. Drought Operations/Requirements – Special conditions for operating during low 

flow conditions are typically included in the general operating guidelines for each 
water user.  Actions such as reduction in withdrawals, maintenance of minimum 
releases, or balancing water taking between sources were developed in the model 
as appropriate for each stakeholder. 

 
g. Commission Storage – As previously mentioned, the Commission, by contract 

with USACE, owns a combined 30,000 acre-feet of water at two federal facilities:  
the Cowanesque and Curwensville reservoirs.  The baseline model was developed 
to reflect precisely the release protocols agreed to upon adoption of the respective 
contracts.  For purposes of sensitivity analysis and furthering discussion, 
alternative models were developed that dictated different timing and quantity 
protocols for the release of Commission storage. 

 
4. Model Calibration and Verification – Models generated using the OASIS software 

are not calibrated in the traditional fashion, such as is done with water quality models, 
for example.  It is not the intent of the programmers to develop a hydrologic record 
that matches the published record precisely on a daily basis.  By virtue of the 
methodology used to develop the hydrologic time series, the generated record and the 
published record will match each other on a monthly average basis, within a few 
percent.  The resulting hydrologic time series, while not exactly reproducing the 
measured data, give a very reasonable representation of a range of flow conditions 
that could be expected to occur in the Susquehanna River Basin.  It is worth noting 
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that the streamflow measurements made and published by the USGS are themselves 
subject to precision errors and are affected by withdrawals and discharges. 

 
Although the model is not subject to standard calibration techniques, there is value in 
verifying that the results of the model are reasonable with respect to observed 
conditions.  Because the timing of the model development coincided with the drought 
of 2002, hydrologic conditions during the drought were used to verify that the model 
was producing reasonable results.  Operational rules and parameters in place during 
the summer of 2002 were simulated in the model and run with the hydrology 
generated for the year.  Model results were compared to observed conditions in 
various areas of interest, such as streamflows, reservoir levels, and hydroelectric 
releases.  The Workgroup concluded that the model was producing reasonable results 
and was, therefore, a useful and credible tool for examining alternative operating 
scenarios in the Susquehanna River Basin.  Some of the comparative plots used in the 
verification are displayed below on Figures IV-4, IV-5, and IV-6. 
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Figure IV-4.  Modeled vs. Historic Marietta Flow in 2002 
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Figure IV-5.  Modeled vs. Historic Conowingo Pond Stages in 2002 
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Figure IV-6.  Modeled vs. Historic Conowingo Dam Flow Releases in 2002 
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B.   Performance Measures 
 
Performance measures are simply displays that show particular results of an evaluation of 

an alternative.  Performance measures were developed by the Workgroup to assess how well a 
given management plan alternative does with regard to one or more management objectives, 
such as maintaining minimum pond releases or minimum pond elevation.  Each performance 
measure is designed to allow one or more stakeholder with an interest in operations of the pond 
to determine whether one alternative is better than another with respect to the objective(s) that is 
important to them.  There are numerous objectives for managing the Conowingo pond, so many 
performance measures were developed. 

 
Performance measures can be the same as management objectives, but often they 

represent surrogates rather than the management objective directly.  For example, one of the 
performance measures used low flows below the Conowingo dam as a surrogate for periods of 
high salinity in the Havre de Grace area.  The assumption is that there is a correlation between 
historic low flow events and historical periods of high salinity, and it was the task of the 
stakeholders to interpret the simulation results accordingly.  

 
Each stakeholder in the Workgroup had an interest in one or more of the performance 

measures.  At the same time, it is likely that no stakeholder had direct interest in all of the 
performance measures.  To develop a consensus management alternative, all stakeholders were 
able to understand how differences among alternatives affect other stakeholders.  That 
information was helpful in developing alternatives that are satisfactory to all parties. 
 

Performance measures present information based on a technical evaluation of a particular 
alternative.  They do not, in and of themselves, differentiate between good and bad or better and 
worse.  Each stakeholder makes that determination individually when they interpret the 
performance measure displays for alternatives, individually and collectively.  To the extent 
possible, performance measures are value neutral. 
 
 Initially, 26 performance measures were identified.  These measures are discussed in 
Appendix 3, Performance Measures Report.  After further consideration by the Workgroup, the 
smaller set of performance measures discussed below were used for detailed analyses.  
 

1. Basic Time Series Output Measures – Basic time series outputs for all flows, water 
deliveries, and reservoir levels were made available in the form of both plots and 
tables.  In addition, the time series of “natural” or “unimpaired” flows was available 
for comparison.  Displays were developed to show these time series individually and 
side-by-side for comparison of values from a single run of the hydrologic model or 
across multiple runs. 

 
2. Conowingo Pond Level-Based Performance Measures: 

 
a. Probability of Pond Level – Plots of the probability that the pond will fall below a 

given level allowed stakeholders to quickly ascertain how often low pond levels 
will impact them. 
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b. Events Below Threshold Levels – A tabular output was prepared for comparing 

alternatives that showed data on events, including number of days and years, 
which resulted in pond stages below selected thresholds of interest.  

 
3. Conditions Below Conowingo Pond – In addition to time traces of flow releases 

from the Conowingo pond, there was interest in salinity intrusion and turbidity in the 
Susquehanna River below the dam.  The problem of turbidity is not understood well 
enough for a credible index display to be prepared.  There was also substantial 
interest in maintaining adequate flow below the dam for fish habitat and to support 
fish migration.   

 
a. Salinity – It was not possible to develop flow/salinity relationships for this reach 

of the river.  As a surrogate, modeled flows for historical periods of high salinity 
were graphed alongside historical flows for the same period.  The graphs were 
annotated with available information as to historical salinity in the reach.   

 
b. Flows to Support Fish Habitat and Migration – Plots of the probability that 

releases from the dam meet or fall short of the Q-FERC values were prepared to 
assist in evaluating potential fisheries and aquatic habitat impacts. 

 
4. Water Supply – In the Lower Susquehanna basin, water use restrictions are based on 

two flow indices:  the Q7-10 (the low flow expected to occur over a 7-day period 
once in 10 years) and the Q-FERC minimum flow at Marietta.  The frequency of 
these flows may be influenced by releases from upstream reservoirs and/or the growth 
of upstream water supply uses.  In addition, stakeholders’ water use restrictions can 
be imposed based on levels in local storage reservoirs.  Performance measure output 
included information tabulated to show water use restrictions data, including number 
of events, days, and years when restrictions were in place, and total water not 
delivered to users.  The total amount of water not delivered was shown for each 
utility, including the City of Baltimore.  The data also included the number of days of 
Marietta flow below 5,000 cfs as a surrogate for hydropower impacts.   

 
5. Hydropower – Hydropower generation at Conowingo dam is largely a peaking 

operation; water is held in the Conowingo pond at night and over the weekends, then 
discharged when demand for energy is high.  Low flow requirements force minimum 
night and weekend releases, which may leave less water available for power 
generation at Muddy Run.  The performance measure developed was the reduction of 
water available for pumping to the Muddy Run pond. 

 
C.   Baseline Conditions 

 
Before investigation of operating alternatives can be considered, a benchmark for 

comparison must be established.  The Workgroup decided that a representation of conditions as 
they existed at the time the study was conducted – the “Baseline Condition” – should be 
developed and used as the basis for comparison.  Incorporated into the Baseline Condition was as 
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accurate a representation as possible of operating rules and physical characteristics of all 
components of the Conowingo pond system and the Susquehanna basin upstream of Marietta.  
Those components include reservoirs, pipes, water treatment and movement capacities, operating 
rules and regulations, license requirements, and typical operating priorities.  Information for 
developing the Baseline Condition was supplied by the stakeholders, who were then given the 
opportunity to verify that the parameters built into model served as reasonable representations of 
actual existing conditions. 

 
It was also important to capture accurate estimates of the withdrawal and consumptive 

uses of water currently occurring in the basin.  Stakeholders supplied operating records, which 
were combined with general water use estimates made by USGS and the Commission, to build a 
complete database of water use throughout the basin. 

 
D.   Operational Alternatives Considered 
 
 The Workgroup identified a total of 32 alternative operational plans for consideration at 
the Conowingo pond.  Initially, all alternatives were given equal consideration.  Key variable 
parameters were established to distinguish differences in the alternatives.  The parameters used 
and alternative plans are discussed below.  A summary table displaying the 32 alternatives and 
parameters is contained in Appendix 3.  The results of the analysis of the plans are discussed in 
Section IV-D(3). 
 

1. Parameters Used: 
 

a. Q-FERC Requirements Met – Does the alternative meet (Yes) or not meet (No) 
the minimum downstream flow releases required by the 1988 settlement 
agreement (see Section IV-B)? 

 
b. Credit for Leakage Allowed – Is a credit for gate leakage at Conowingo dam 

allowed toward meeting the minimum flow requirements notwithstanding the 
prohibition against this in the settlement agreement? 

 
c. Baltimore Withdrawal, Maximum/Low Flow – Defines the maximum water 

supply withdrawal allowed under normal and low flows into the Conowingo 
pond, respectively.  Currently, Baltimore has an approved maximum withdrawal 
of 250 mgd, a maximum output of 137 mgd, and a reduced 30-day withdrawal 
rate of 64 mgd during low flow periods.  

 
d. Chester Water Authority Withdrawal – Defines the maximum water supply 

withdrawal allowed from the Conowingo pond by Chester Water Authority.  
Currently, Chester Water Authority has an approved maximum withdrawal of 
30 mgd.  

 
e. Consumptive Use in the Basin – The amount of consumptive water use in the 

Susquehanna River Basin, upstream of the Conowingo pond, based on estimates 
of daily averages for peak monthly use in 2000 and a similar projection for 2025, 
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and an assumed increase of 30 percent in the 2025 daily averages as an estimate 
for the maximum peak daily use.  These consumptive uses are 456, 640, and 
830 mgd, respectively.   

 
f. Commission Reservoir Storage Trigger – The Commission-owned water supply 

storage at Cowanesque and Curwensville Lakes in the upper basin is used to 
augment low flows when trigger levels are reached at one of several key stream 
gages.  Under current rules, the trigger level is Q7-10, which is defined as the 
consecutive 7-day low flow values having a frequency of occurrence of 
10 percent in a given year (commonly referred to as once in 10 years).  An 
alternative trigger value considered for the purpose of this analysis is Q-FERC.  
This is defined as the comparable flow at key upstream gages that correspond to 
the minimum flow release requirements at the Conowingo pond as established in 
the 1988 settlement agreement (see Section IV-B).  

 
2. Alternative Operational Plans: 

 
a. “_SimBase” Options (five options) – Represents baseline conditions with 

existing operations in place and four other modified baseline options as defined 
by varying parameters for leakage credit, Baltimore’s maximum water 
withdrawal, and consumptive water use in the basin.  If a credit for leakage was 
included, its implementation was triggered on the condition of the pond declining 
below the critical elevation of 104.5 feet, at which continued operation of Muddy 
Run is threatened.  At that time, a credit of 800 cfs for gate leakage was allowed. 

 
b. “AutoWaiver” Options (seven options) – Includes an automatic credit allowance 

for gate leakage toward the required minimum flow releases.  The time period for 
the credit is either year-round, from July–March or June 16–March 31.  Other 
parameters are changed for several alternatives, including Baltimore’s and 
Chester’s maximum water withdrawals, consumptive water use in the basin, and 
the low flow trigger for releasing water from Commission-owned storage in two 
upstream federal reservoirs. 

 
c. “Stepped_Waiver” Options (two options) – Includes an automatic flow credit 

for gate leakage, but the credit is allowed in increments of 250, 500, and 750 cfs, 
as needed, to maintain a stable Conowingo pond level.  A second option increases 
Baltimore’s maximum water withdrawal. 

 
d. “Level_Storage” Options (five options) – This set of alternatives includes a 

minimum operability level in the pond of 104.5 feet to maintain both Muddy Run 
storage transfers into/from the Conowingo pond and reliable Peach Bottom 
operations.  Minimum flow releases from Conowingo dam, Baltimore’s 
maximum water withdrawal, and consumptive water use in the basin were varied 
to distinguish options.   
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e. Other Alternatives – Thirteen other initial alternatives were considered by 
varying the parameters in different combinations.  

 
3. Results of Analysis of Alternatives – The Workgroup analyzed the set of 

32 alternatives by reviewing performance measures to determine which options 
warranted further consideration.  The key performance measures used included:  
(1) probability of critical pond levels being reached; (2) minimum pond levels 
reached; (3) minimum and average flow releases from the pond; (4) impacts to 
established recreation pond levels; and (5) impacts to hydroelectric power generation.  
After careful consideration of the alternatives, it was determined that 14 of them had 
sufficient merit to be carried forward for further analysis.  See Section IV-E for 
further discussion of these alternatives.  Conversely, 18 alternatives failed to produce 
positive results and were dropped from further consideration.   

 
E.   Computer-Aided Negotiations 
 
 After the full set of possible operational alternatives was initially evaluated, the next key 
step in the development of the Conowingo Management Plan involved the use of computer-aided 
negotiations (CAN).  At several Workgroup meetings, CAN sessions involved the use of a 
computer to perform efficient evaluations of the long-term implications of changes in operating 
policies and facility configurations over the course of day-long sessions.  The computer 
modeling results of several alternative operations and facility scenarios were prepared in advance 
and distributed at the beginning of the meetings.  Stakeholders reviewed results of the 
alternatives and critiqued both the positive aspects and problems presented by the alternatives.  
The Workgroup identified other alternatives to mitigate the problems identified.  Further 
evaluations followed, continuing an iterative process of building towards consensus on a small 
number of preferred alternatives.  The iterative process embodied in the CAN sessions served to 
inform the Workgroup members about the positive and negative aspects of many alternatives on 
a consistent and balanced basis so that informed decisions resulted. 
 
 During the CAN sessions, alternatives were evaluated using the OASIS-based 
Susquehanna River Basin simulation model.  See Section V-A for discussion of the OASIS 
model.  The initial outputs of the model were defined as performance measures by the 
Workgroup prior to the CAN sessions, but new measures were often suggested at the CAN 
sessions.  The outputs were generally long-term plots of storage in reservoirs and flows at critical 
points and summaries of impacts, such as the number of days that flows fall below critical 
threshold values.  In order to familiarize the group with the variables and introduce them to the 
system’s sensitivity to various parameters and changes, sample outputs were provided.  
Following discussion of the results at the CAN sessions, the group offered suggestions for 
further modifications that were programmed and demonstrated “live,” as time permitted. 
 
 Table IV-2 presents a summary of the alternative plans that were evaluated by the 
Workgroup during several CAN sessions.  The explanation of the alternatives and the variable 
parameters used can be found in Section IV-D. The numbering system used for the alternatives 
in Table IV-2 is based on the initial list of 32 alternatives discussed in Section IV-D and 
Appendix 3. 
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Table IV-2.  Alternative Operational Plans Evaluated During Computer-Aided Negotiations 
 
 

 
Plan 

No. (1) 

 
 

Alternative Plan 

 
Threshold for 

Leakage Credit 

Upstream 
Consumptive Use 

Level 

Commission 
Reservoir Storage 
Release Trigger  

Baltimore 
Maximum 

Withdrawal 

Chester 
Maximum 

Withdrawal 

Other Pond 
Consumptive 

Use 

1  _SimBase  Pond < 104.5' Year 2000 Q7-10 137/64 mgd 30 mgd Year 2000 
3  Future_Baseline  Pond < 104.5' Year 2025 Q7-10 137/64 mgd 30 mgd Year 2025 
4  SimBase_Plus  Always Year 2000 Q7-10 137/100 mgd 30 mgd Year 2000 
5  Future_Plus  Always Year 2025 Q7-10 137/100 mgd 30 mgd Year 2025 
6  AutoWaiver  Always Year 2000 Q7-10 137/64 mgd 30 mgd Year 2000 
7  FutureMax_AW  Always Year 2025 Q7-10 250/100 mgd 40 mgd Year 2025 

13  Stepped_Waiver (2) Year 2000 Q7-10 137/64 mgd 30 mgd Year 2000 
15  Level_Storage  Always (3) Year 2000 Q7-10 137/64 mgd 30 mgd Year 2000 
23  Balt-84mgd  Pond < 104.5' Year 2000 Q7-10 137/84 mgd 30 mgd Year 2000 
24  SRBC_FERC_trig  Pond < 104.5' Year 2000 Q-FERC 137/64 mgd 30 mgd Year 2000 
27  Fictional_Lake  Pond < 104.5' Year 2000 Q7-10 137/64 mgd 30 mgd Year 2000 
28  FERC_Passthru  Local inflow (4) Year 2000 Q7-10 137/64 mgd 30 mgd Year 2000 
29  Storage_Waiver (5) Year 2000 Q7-10 137/64 mgd 30 mgd Year 2000 
30  Salinity4500  Always (6) Year 2000 Q7-10 137/64 mgd 30 mgd Year 2000 

 
 
(1) See Appendix 3 for complete listing of plans. 
(2) The credit for leakage increases from 250 cfs to 500 cfs to 750 cfs as conditions worsen in the pond. 
(3) Total release must exceed 3,000 cfs. 
(4) Conowingo dam must pass the lesser of the leakage estimate (800 cfs) or the incremental inflow between the Marietta gage and the Conowingo pond (estimated by 

drainage area relationships). 
(5) The credit for leakage is dependent on storage deficit in Muddy Run and the Conowingo pond. 
(6) Leakage is credited at all times, unless the 30-day average outflow decreases to 4,500 cfs or below. 
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F.   Model Results 
 
 The results of the CAN sessions served to demonstrate positive and negative aspects of 
the various scenarios, and allowed the Workgroup to eliminate operating parameters that do not 
offer desirable outcomes.  Evaluation of results also allowed the Workgroup to focus on 
operating parameters that meet the objectives of the planning effort.  Because many of the 
alternatives involved variations in other aspects of the system, such as water demands or storage 
releases, examination of the results provided a sensitivity analysis for the system; the Workgroup 
was, thus, able to discern those parameters that deserved the most scrutiny during selection of the 
final alternative.  
 

1. Water Demand – The Workgroup felt it was important to evaluate the impact of 
water withdrawals and upstream consumptive water uses on the ability of the 
Conowingo pond to remain viable during droughts.  In addition to running the 
scenarios with estimates of current water demands in the Susquehanna River Basin, 
scenarios were run using demands increased to 2025 levels, and 2025 demands with a 
peaking factor to estimate maximum short-term water use.  Various levels of water 
use were also investigated for specific water users such as Chester Water Authority 
and the City of Baltimore.  Also, new anticipated water uses were incorporated into 
the total demands.  The results showed that, although water demand from the pond 
and the upstream basin was projected to increase by as much as 59 percent, the 
impact of varying water demands on the resource (pond stage and minimum dam 
releases) was not significant.  Dam releases were generally not affected and pond 
stages were diminished by less than one foot.  Although still deemed important to 
incorporate accurate estimates of future water demand, it was not anticipated to have 
significant impacts on the pond resource and thus, the Workgroup’s efforts were 
focused more on other aspects of planning. 

 
The Workgroup also considered the role water conservation might play in mitigating 
low flow conditions on the Conowingo pond.  Estimates were made about potential 
reductions obtainable through conservation.  Even using optimistic reductions of 
10 to 20 percent basinwide, maximum water savings are relatively small compared to 
river flows, and would offer limited drought relief.  Therefore, while conservation 
measures are to be encouraged and are a vital component of sound drought 
management, they do not offer the mitigation needed to sustain the Conowingo pond. 
 

2. Water Releases to Augment Low Flows – The water storage owned by the 
Commission at two federal reservoirs in the upper basin is currently dedicated to 
offsetting specific consumptive uses during droughts in the vicinity of Wilkes Barre 
and Harrisburg, Pennsylvania.  Certainly it can be argued that any water released will 
eventually supplement flows into the Conowingo pond.  However, that storage has 
not been a factor in pond management during recent droughts because none of the 
storage was used to offset the identified consumptive uses during that time.  Under 
the contractual agreement between the Commission and the USACE, release of the 
storage is predicated on flow conditions of Q7-10 at either the Harrisburg or Wilkes 
Barre stream gages.  That condition was not met in recent low flow years. 
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To gain an understanding of the potential for large storage projects to mitigate 
drought conditions at the Conowingo pond, different operating conditions were 
investigated.  For example, because much of the operations at Conowingo dam are 
dictated by flow conditions at the Marietta gage relative to the Q-FERC values, model 
runs were performed using Q-FERC values as the criterion for the release of 
augmenting flow from Commission-owned storage.  Results showed that excess 
inflow can be demonstrated at the pond, but the benefit is not significant, particularly 
when compared to the leakage flow of 800 cfs from Conowingo dam.  The ability of 
the storage to improve conditions at the pond is limited due to the relative size of the 
storage with respect to the daily fluctuations typically observed in the pond.  The 
Commission owns 30,000 acre-feet of storage collectively at the two projects, which 
is equivalent to roughly 4 feet of water in the pond. 
 
Releasing a quantity of storage that is of significant use to the pond would deplete the 
Commission’s storage in a matter of days; conversely, releasing the storage at a rate 
sustainable over a summer-long drought (75 – 125 cfs) would contribute minimal 
extra inflow to the pond on a daily basis.  While further study may demonstrate 
unrealized potential for drought mitigation from Commission storage, the Workgroup 
decided it is beyond the scope of this effort, and it was not pursued as a management 
objective. 
 

3. Implementation of Leakage Credit – The single variable that most directly and 
measurably impacted the pond is the credit for including leakage in meeting 
minimum flows.  The quantity of credit and the timing of its use proved to be very 
influential in the ability of the pond to remain viable for multipurpose use during low 
flows.  As such, much of the Workgroup’s subsequent effort was focused on 
evaluating implementation strategies for the credit, discussing the need for 
restrictions on use of the credit, and assessing the potential for the credit to offer 
benefits and impart adverse impacts to the pond and the river downstream of the dam. 
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V.   PREFERRED OPERATION ALTERNATIVES 
 

Following completion of the CAN and evaluation of the model results, the Workgroup 
selected the scenarios described below for closer analysis and, eventually, final selection of a 
preferred operating alternative.  They differ mainly in operating rules for release requirements 
from Conowingo dam during times of low flow.  Parameters such as demand for water supply 
and water withdrawal operations were kept consistent in the scenarios to best allow for direct 
comparison between them.  Consumptive use in the Susquehanna basin and withdrawal demands 
from the Conowingo pond were set at projected levels for 2025, as agreed upon by the 
Workgroup. 
 
A.   Description of Preferred Alternatives 
 

1. Baseline – The model was configured to represent as closely as possible the existing 
operations in the Conowingo pond, using the previous “SimBase” model as a basis.  
In contrast to the “SimBase” alternatives, in which the credit for leakage was 
conditioned solely on the pond level declining below 104.5 feet, Exelon personnel 
assisted Commission staff in crafting a rule for implementation of ad hoc leakage 
credits that served as a reasonable approximation of the historic occurrences of such a 
waiver by FERC.  The rule based the implementation of a credit for leakage on the 
storage in the pond and the time of year.  Otherwise, the release requirements 
contained in the FERC license, which do not include a consideration for leakage 
estimates, were followed.  For example, if the matching release is 4,000 cfs, the 
volume of the pond was reduced by 4,000 cfs plus an additional 800 cfs that is 
estimated to be leaking through the gates. 

 
Similarly, all other operations (e.g., control of Commission-owned storage in 
upstream reservoirs and operation of other water supply reservoirs and flood control 
dams) were modeled to reflect, as closely as possible, currently existing rules or 
requirements.  Results of this scenario represented the “baseline” for comparison and 
served to demonstrate to the Workgroup the long-term conditions that can be 
expected in the pond if no action is taken to modify existing protocols. 
 

2. Automatic Credit – Under this scenario, the full 800 cfs leakage was recognized and 
credited towards satisfying minimum dam releases at all times, regardless of flow 
conditions at Marietta.  Although minimum flow releases made from Conowingo dam 
were still dependent on flow conditions at the Marietta gage, as required by the 
existing FERC settlement agreement, their magnitude was automatically reduced by 
800 cfs to account for leakage.  This outcome was true whether the flow at Marietta 
was greater or less than the FERC identified flow (i.e., Q-FERC) for a particular day. 

 
For example, during June, the dam is required under the settlement agreement to 
release 5,000 cfs if Marietta flow is at least that much.  Including the 800 cfs leakage, 
a total of 5,800 cfs actually passes downstream.  Under the Automatic Credit 
scenario, 800 cfs for leakage is discounted from the required release of 5,000 cfs, 
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leaving a release of 4,200 cfs.  That release, combined with the 800 cfs leakage, totals 
a quantity passing the dam of 5,000 cfs. 

 
On the other hand, if the flow at Marietta is below the threshold of 5,000 cfs in June, 
the settlement agreement stipulates that the dam match the Marietta flow.  Under the 
settlement agreement, if 4,000 cfs is measured at Marietta, the dam must release 
4,000 cfs in addition to the 800 cfs that leaks through, for a total of 4,800 cfs passing 
the dam.  Under the Automatic Credit scenario, 800 cfs is credited toward the 
required matching release (4,000 cfs in this example), and only 3,200 cfs is released 
from the dam.  Combined with the 800 cfs leakage, a total of 4,000 cfs passes the 
dam. 

 
The only exception to the full-time inclusion of the leakage credit in meeting release 
requirements arose out of concern for passage of spawning anadromous species; the 
credit for leakage was never available in April, May, or June.  

 
3. Critical Level – The full credit of 800 cfs for uncontrolled leakage was allowed 

under this scenario, but only when the elevation of the Conowingo pond dropped 
below a pre-defined critical stage (104.5 feet, Conowingo datum) due to extreme low 
flow conditions.  That stage was selected because it is a reasonable indication of 
conditions at which continued operations at Peach Bottom and Muddy Run lose 
sustainability.  Above that stage, no consideration was given for estimated leakage.  
Below that stage, the dam could count all 800 cfs of estimated leakage toward 
meeting the FERC-required minimum release.  As in scenario No. 2, the credit for 
leakage was never available in April, May, or June, regardless of the pond elevation, 
out of concern for fish migration. 

 
4. System Deficit – Rather than linking a credit for leakage to the flow past Marietta as 

in scenario No. 2, or to a critical stage of the Conowingo pond as in scenario No. 3, 
the rules of this alternative defined a minimum operability level for the combined 
pond and Muddy Run system, and allowed a leakage credit (up to 800 cfs, as needed), 
to maintain that minimum operability level.  In other words, the scenario was 
structured such that enough water would always be held in the combined ponds of the 
Conowingo pond and the Muddy Run facility, such that when Muddy Run is full, the 
Conowingo pond would not be below an identified threshold.  After some 
deliberation, the Workgroup established a threshold of 106.5 feet (Conowingo datum) 
for the pond.   

 
Under typical operating conditions, there is sufficient water so that both Muddy Run 
and the pond can be held full; however, during low flow conditions, the total 
combined storage between the two can begin to trend downward when the operators 
act according to license requirements.  The threshold of 106.5 feet was chosen 
because it represents a condition in which some of the operational capacity of Muddy 
Run has been lost, but operations at Peach Bottom are still fully sustainable.  
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An example of the application of the System Deficit alternative follows:  if flows into 
the pond are sufficiently low so that the designated amount of storage can be 
maintained only through the allowance of a credit for 300 cfs of the leakage, then a 
credit of 300 cfs is allowed.  Unlike scenario Nos. 2 and 3, the operators are 
prohibited from taking a credit for the remaining 500 cfs in leakage for the purpose of 
maintaining pond level above 106.5 feet.  Only when river flows naturally provide 
sufficient water can the pond level be restored to 108.5 feet.  As in the above 
scenarios, the credit for leakage was never available in April, May, or June, 
regardless of the situation in the pond. 

 
5. Stepped Waiver – The introduction of a leakage credit was applied incrementally in 

this alternative, based on conditions in and around the Conowingo pond.  There were 
two basic criteria:  (1) the flow at Marietta dropping below the specified threshold 
levels (5,000 or 3,500 cfs, seasonally); and (2) the estimated local inflow 
(downstream of Marietta) into the pond being less than the estimated 2025 combined 
public water supply (for Baltimore and Chester withdrawals) and thermal power 
generation consumptive water use (for Peach Bottom and new Conectiv project) from 
the pond.  If either of the two basic criteria was met, a credit for up to 250 cfs of the 
estimated leakage was granted.  Intermediately, if both criteria were met, the credit 
was additive and granted up to 500 cfs.  If the pond continued to trend downward in 
spite of the credit for leakage and reached a pre-defined critical stage (104.5 feet, 
Conowingo datum), the maximum credit of the full 800 cfs was allowed. 

 
As in the above scenarios, the credit for leakage was never available in April, May, or 
June, regardless of conditions in and around the pond.   

 
6. Minimum Flow – Under this scenario, the flow thresholds established by 

Conowingo’s FERC license (5,000 and 3,500 cfs, seasonally) were adopted as 
absolute minimum release criteria, even during times when Marietta flows were 
below these thresholds.  In consideration of the dam striving to meet those minimum 
releases at all times, the estimated leakage of 800 cfs was always fully counted 
toward that goal.  From the perspective of having the credit available under any 
conditions, this scenario resembles No. 2, Automatic Waiver.  However, the 
mandated minimum release of 3,500 or 5,000 cfs was unique to this alternative. 

 
The only circumstance under which no credit for leakage was given was during the 
months of April, May, and June, as in the above scenarios. 

 
B.   Evaluation of Preferred Alternatives 
 
 Based on an evaluation of results for the six preferred alternatives, the Workgroup was 
able to identify positive and negative aspects of each option.  The Workgroup was able to 
eliminate certain options from consideration because they were unable to meet various objectives 
for the plan, the most important being sustained viability of the Conowingo pond.   
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1. Baseline – The Baseline alternative was developed only with the intent to serve as 
being representative of existing conditions for comparison purposes, and not as a 
proposal for recommended operations.  Instead, the goal of the Workgroup was to 
modify existing conditions, as warranted, for improved management of the pond. 

 
2. Automatic Credit – The Automatic Credit option was very successful at protecting 

the level of the pond during droughts, and was deemed worthy of further evaluation.  
However, the Workgroup was concerned about allowing the variance for leakage 
even during times when the dam can be operated at full capacity without the credit.  
The intent behind formalizing the credit for leakage was to ensure reliability of the 
pond during droughts, and not to enhance operations of the hydroelectric facility.  
The results of the Automatic Credit option indicated that there are times during 
moderately low flows where usage of a leakage credit could noticeably alter the 
dam’s outflow as a result of intra-day peaking.  Implementing a permanent, full-time 
credit for leakage runs counter to the settlement agreement negotiated in 1988 to 
protect downstream habitat, and affords more flexibility to the dam at the expense of 
downstream flows than is warranted.  Nevertheless, the Automatic Credit option 
consistently provided reliability to the storage in the Conowingo pond, and the 
Workgroup recognized the potential benefits. 

 
3. Critical Level – The Critical Level option quickly proved to be inadequate in 

ensuring sustainability of the pond.  By restricting the leakage credit until the pond 
was at a level of 104.5 feet, the opportunity to maintain flexibility necessary to 
withstand droughts was generally lost.  In other words, the variance simply came too 
late.  Further, by tying the variance to the pond level, which is a parameter entirely 
within the control of the dam operators, the Workgroup expressed concern that the 
public would perceive the potential for a conflict of interest. 

 
4. System Deficit – Although the results for the System Deficit option were very 

favorable in terms of timing of the variance and success in sustaining pond 
operations, concern was expressed that the implementation of the variance was overly 
complicated and potentially restrictive of operational flexibility at the dam.  It is not 
the intent of the plan to dictate operations to Exelon.  Also, the variance relied on 
conditions in the pond that are not always readily available to the public, or even to 
members of the Workgroup, and might under certain circumstances be considered 
proprietary and confidential by Exelon.  Nevertheless, the alternative was viewed 
favorably overall, as it was successful at providing the credit for leakage when it was 
truly needed, and allowed the pond to remain viable.  At the same time, the conditions 
required for the credit ensured that the waiver does not benefit hydroelectric 
operations at the expense of downstream habitat.  As such, the System Deficit 
alternative was recommended for further consideration and possible selection as the 
final recommended alternative. 

 
5. Stepped Waiver – In contrast to the criteria associated with System Deficit, the 

criteria under the Stepped Waiver option are readily available to the public and 
members of the Workgroup.  However, daily assessment of withdrawals, pond level, 
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and inflow estimates was deemed overly complicated and in opposition to the goal of 
a more direct and straightforward protocol for implementing the leakage credit.  
Further, despite several overlapping criteria for the variance, the option was not able 
to, in all cases, ensure pond viability during drought conditions. 

 
6. Minimum Flow – Finally, the Minimum Flow alternative demonstrated that the pond 

is simply unable to meet sustained releases of 5,000 and 3,500 cfs under drought 
conditions, even with the advantage of a full-time credit for leakage.  The results 
reinforced the rationale implicit in the 1988 settlement agreement, tying required 
releases to the conditions at the Marietta stream gage.  Adoption of the Minimum 
Flow alternative would have run contrary to that negotiated agreement, and would not 
have met the goals of the Conowingo Pond Management Plan. 

 
C.   Conclusions and Refinement of Alternatives 
 
 Having evaluated the six preferred alternatives, the Workgroup identified two as having 
favorable results in terms of meeting the objectives of sustainable operations during low flows:  
Automatic Credit and System Deficit.  However, despite generally favorable results, both 
alternatives exhibited flaws that prompted the Workgroup to continue discussing the options and 
deliberating implementation of the leakage credit.  As discussed above, Automatic Credit is too 
permissive, allowing the leakage credit at times when it is not warranted; and System Deficit, 
while reasonably seeking to limit the credit to occasions when it is truly needed, employs a 
triggering mechanism that is complex and difficult to monitor.   

 
The Workgroup decided to evaluate a new alternative based on a variation of the 

Automatic Credit concept, but establishing more stringent, yet simple to track, requirements for 
the credit.  Following review of preliminary results, the Workgroup chose to develop and 
evaluate the implementation of the credit based upon the flow conditions at Marietta.  Called 
Automatic Q-FERC + 1,000, the alternative was designed to initiate a credit for leakage, up to 
800 cfs, any time the measured flow at the Marietta stream gage declines to a flow 1,000 cfs 
above the seasonal FERC flow, which is required to be released from Conowingo dam (either 
5,000 cfs or 3,500 cfs, depending on the time of year).  The credit allowance would remain in 
effect until the flow at Marietta exceeds Q-FERC + 1,000 cfs.  The Workgroup agreed to 
evaluate the results of the Automatic Q-FERC + 1,000 alternative in comparison to the Baseline 
and System Deficit alternatives, as well as a No Action alternative that was designed to 
demonstrate expected results if no modifications (e.g., no credit for leakage) are made to the 
Conowingo pond operations during low flows.  The No Action alternative differs from the 
Baseline alternative, in that a credit for leakage is never allowed under No Action, whereas the 
rules in Baseline approximate the ad hoc implementation of the leakage credit based on the 
resource conditions reported during its historic implementation.   

 
In conducting a final evaluation of the four alternatives (No Action, Baseline, Automatic 

Q-FERC + 1,000, and System Deficit), the Workgroup considered parameters such as minimum 
pond elevation, minimum and average flows from the dam, frequency of the pond being unable 
to meet required recreation levels, and impact to hydroelectric generating capacity.  A similar set 
of data were used to evaluate the initial set of six preferred operation alternatives discussed 
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earlier in this section of the report.  As shown in Table V-1, the Automatic Q-FERC + 1,000 
clearly showed the most promising results.  Table V-1 displays selected key parameters that were 
especially useful in evaluating the alternatives, but several others were also considered.  The 
entire table is displayed in Appendix 3, Model Results.   

 
Some of the results displayed in Table V-1 are compiled from the entire 73-year 

simulation, while others are specific to the year 2002.  At the time the analyses were conducted, 
the drought of 2002 was the most recent widespread drought in the basin, and there were good 
records and institutional knowledge available for use in evaluating the performance of the 
alternatives.  The drought of 2002 was defined by extreme precipitation deficits through late 
spring and summer, causing the Conowingo pond to begin declining in July.  By mid-August, the 
pond level had declined severely enough that FERC granted Exelon a credit for leakage.  The 
credit remained in place until late September, when heavy rains associated with Hurricane Isabel 
provided enough rain and river flow to ease drought conditions.  

 
 

Table V-1.  Selected Results of the Final Four Alternatives 
 
 No Action Baseline Automatic 

Q-FERC + 1,000 
System 
Deficit 

Minimum Elevation (feet) 100.5 101.8 103.1 101.8 
Minimum Elevation in 2002 (feet) 100.5 104.5 104.5 104.5 
Average Release in September 2002 (cfs) 3,359 3,516 3,633 3,636 
Unmet Recreation Days 15.0 13.5 12.2 12.7 
Generating Capacity (percent) 81.5 91.5 92.6 92.0 

 
 
Minimum Elevation:  The table shows the minimum daily pond elevation reached in the 

Conowingo pond for each alternative through the entire 73-year period of record.  The timely 
usage of leakage credit under the Automatic Q-FERC + 1,000 scenario allowed the pond the 
most reliability in terms of maintaining adequate levels.  The results clearly show that the 
Automatic Q-FERC + 1,000 alternative provides the most reliability; two of the other three 
options declined below 102 feet, and the third remaining alternative allowed the pond to decline 
to the minimum allowable level specified in the FERC license, several feet below optimum 
minimum conditions. 

 
During the drought of 2002, each of the options – Baseline, Automatic Q-FERC + 1,000, 

and System Deficit – maintained a minimum pond level of 104.5 feet by implementing a credit 
for leakage in different ways.  The No Action option, however, not only was unable to maintain 
104.5 feet in the pond, but also demonstrated that the pond level would have declined to the 
extreme minimum of 100.5 feet without the benefit of a credit for leakage.  That result serves to 
reinforce the importance of the credit in keeping the Conowingo pond at reliable levels during 
droughts.   

 
When looking at the level of the Conowingo pond over the entire 73-year record, a period 

of 26,663 days, on only 53 days (0.2 percent) did the pond level decline below 104.5 feet under 
the selected alternative.  The No Action, Baseline, and System Deficit alternatives demonstrated 
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pond levels below 104.5 on 1,200 days (4.5 percent), 267 days (1 percent), and 106 days 
(0.4 percent), respectively. 

 
Average Release:  The Workgroup looked at simulated releases from Conowingo during 

several droughts, including 2002.  The differences in results of the four alternatives are 
attributable to the implementation (both timing and quantity) of the leakage credit.  Any credit 
taken will reduce by that same quantity the water that is released downstream.  On average 
during September 2002, the dam released about 3,630 cfs under the Automatic Q-FERC + 1,000 
and System Deficit scenarios, while releasing 3,516 cfs under the Baseline scenario and 
3,359 cfs under the No Action alternative.  It seems counterintuitive that higher releases are 
shown by the alternatives that apply the leakage credit more liberally, but their ability to do so is 
ensured by the higher stages of the pond.  When the drought conditions eased in mid-
September 2002, the dam was able to return to normal conditions more quickly under those 
alternatives, while it needed to retain more flow for refilling under No Action and Baseline 
conditions.   

 
For comparison purposes, it is useful to also consider average releases during 

August 2002, before flows increased above drought conditions.  During that month, the dam 
released the least water (4,479 cfs) under the System Deficit scenario, followed closely by 
4,495 cfs under the Automatic Q-FERC + 1,000 scenario.  The Baseline and No Action 
alternatives allowed releases of 4,616 cfs and 5,055 cfs, respectively.  While there is significant 
difference in those results, the higher releases under the No Action scenario came at the expense 
of lower pond levels, as described above.  Although providing less flow downstream during the 
month of August 2002, the Workgroup is satisfied that, based on available information, the 
releases under the Automatic Q-FERC + 1,000 and System Deficit alternatives are no more 
harmful to aquatic habitat than the releases under the No Action and Baseline scenarios. 

 
Unmet Recreation Days:  It is expected that allowing a credit for leakage will increase the 

reliability of the Conowingo pond to provide adequate levels for recreation.  Because the FERC 
license stipulates maintenance of a recreational pond level of 106.5 feet only on weekends 
between Memorial Day weekend and the end of September, recreation usage is concentrated 
during that time, which is roughly 55 to 60 days spread over 18 to 20 weekends.  Results show 
that, over the 73-year record, there are fewer days of unmet recreation levels (on an average 
annual basis) under the Automatic Q-FERC + 1,000 and System Deficit scenarios, at 12.2 and 
12.7 days, respectively.  Conversely, an average of 13.5 days (Baseline) and 15 days (No Action) 
fail to meet recreation needs under the other alternatives.  In terms of the total days available for 
recreation (up to 60), the range of unmet days ranges from about 20 to 25 percent.  The results, 
therefore, show that Automatic Q-FERC + 1,000 and System Deficit operations provided the 
equivalent of one additional weekend of optimum recreational opportunities (pond level at 
106.5 feet) in an average summer.  The results also suggest that when impacts do occur to 
recreation, they are less severe and of shorter duration under the chosen alternative.   

 
Generating Capacity:  Although the purpose of establishing management objectives for 

the Conowingo pond is not to provide the means for sustained or increased hydroelectric 
generation, reliable power generation is nevertheless a vital multipurpose use of the Conowingo 
pond.  Thus, the generating capacity retained through drought periods is a useful indicator of 



 

 52

whether or not the alternatives have provided more sustainable and reliable operations.  Results 
show that the water available for generation at Muddy Run during the July through September 
timeframe can support about 92 percent of capacity under the Baseline, Automatic Q-FERC + 
1,000, and System Deficit alternatives.  However, the No Action option can sustain only about 
81.5 percent of capacity.  The period July through September is particularly useful for evaluation 
because it is the juxtaposition of the time that low flows are most likely to occur and the typical 
occurrence of peaks in power demand. 

 
The evaluation of preferred alternatives showed that Automatic Q-FERC + 1,000 

provided the best overall results for key parameters to include minimum pond elevation, 
minimum and average flows from the dam, frequency of the pond being unable to meet required 
recreation levels, and impact to hydroelectric generating capacity.  Thus, Automatic Q-FERC + 
1,000 was carried forward as the best alternative. 
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VI.   DISCUSSION OF SELECTED ALTERNATIVE 
 
Finally, the best alternative, Automatic Q-FERC + 1,000, was evaluated with respect to 

the important issues defined by the Workgroup at the outset of the study (see Section III-E): 
 
1. Issue:  There should be clearly defined limitations to the use of a leakage credit.   

 
  The Workgroup decided that a year-round permanent credit is not justified and 

established clearly defined limitations. Leakage credit will be allowed only during 
low flow events when flow at the Marietta gage falls to a level of Q-FERC + 
1,000 cfs or less.  Over the 75 years of flow records considered, Q-FERC + 1,000 cfs 
has occurred in 56 of those years.  Nearly 90 percent of those events have occurred in 
July through September, with the remainder occurring in late June and October.   
 
A critical factor in the Workgroup’s decision was the change or impact to the aquatic 
habitat downstream of the dam, the protection of which was the basis for the 
1988 settlement agreement that first established minimum release requirements at 
Conowingo.  The Workgroup believes there will be no discernible adverse habitat 
impacts likely to result from a license amendment to allow a periodic credit for 
leakage, and recognized that none were reported in the four instances the variance has 
been granted by FERC.  Nevertheless, in order to further safeguard against negative 
impacts, the Workgroup conditioned its findings with a restriction that limits the 
credit to only that portion of the 800 cfs that is necessary to maintain viable pond 
levels.  
 
Another important restriction prohibits Exelon from automatically taking any credit 
for leakage during the spring spawning season (April 1 – June 30). 
 
Members of the Workgroup also concluded that, if the Automatic Q-FERC + 1,000 
alternative is implemented, the existing protocol for operations during the fall out-
migration of shad should remain intact.  This protocol includes the operation of a 
large Conowingo unit to allow out-migration of juvenile American shad while 
minimizing mortality rates.  The decision to operate the larger unit would be made 
based on American shad juvenile population data, existing flow and hydrologic 
conditions, and discussions between Susquehanna Electric and the Susquehanna 
River Fisheries Coordinator at U.S. Fish and Wildlife Service.  At no time would 
FERC-licensed minimum flow (on a daily basis) or dissolved oxygen requirements be 
violated.   

 
2. Issue:  Due consideration should be given to the skimming of peak flows and water 

conservation before committing to reducing downstream flows (i.e., allowing a 
leakage credit). 
 
Both actions were considered by the Workgroup early in the process, but found to 
have very limited effect on management of the pond.  Skimming of peak flows to 
provide water supply to Baltimore was done in early 2002, before developing drought 
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conditions became critical.  This action helped preserve some of Baltimore’s local 
reservoir storage for the short term, but did not obviate the need to continue to 
withdraw from the pond as the drought worsened.  Similarly, skimming operations for 
Chester Water Authority would not be expected to reduce their withdrawal during 
droughts. 
 
Voluntary water conservation is an option available for local jurisdictions and state 
government to request.  Mandatory conservation will not be required or imposed in 
Maryland until a drought emergency declaration is made by the state.  Pennsylvania 
could impose mandatory conservation on Chester Water Authority, if feasible.  
However, assuming a 10 percent reduction in demand due to water conservation by 
both Baltimore and Chester Water Authority, the net effect is to save the equivalent 
of approximately 15 cfs of flow.  This “savings” represents only 2 percent of the 
potential leakage credit of 800 cfs, and would have negligible effect on the pond and 
downstream resources. 
 
While the Automatic Q-FERC + 1,000 alternative does not directly address peak flow 
skimming or mandatory water conservation, those techniques were fully evaluated.  
They are recognized as responsible and reasonable water supply management 
practices, and should be encouraged along with the implementation of a credit for 
leakage.   

 
3. Issue:  Opportunities to augment flows to the pond should be fully investigated, 

including more frequent releases of Commission storage. 
 

Again, as with peak flow skimming and water conservation, the selected alternative 
does not address flow augmentation, but it was considered with a focus on alternative 
use of Commission-owned storage at Cowanesque and Curwensville Lakes.  
Analyses were made of triggering low flow releases from the reservoirs at different 
gages and for alternate flow conditions to benefit the Conowingo pond.   
 
Existing operational rules at the two lakes cannot be changed without a separate 
in-depth study and revised water supply agreements with USACE.  FERC has no 
purview over releases from Commission-owned water supply storage as they relate to 
operation of the Conowingo facility.  For these reasons, alternate operations of 
Commission-owned storage was not included as part of the selected management plan 
for the Conowingo pond.  The Workgroup did support an action for the Commission 
and USACE to continue the process to investigate alternate release strategies at 
Cowanesque and Curwensville Lakes.  See Section VII-D for more information on 
this recommended action. 

 
4. Issue:  Analyses of a credit for leakage should consider the potential beneficial 

impacts of more sustainable releases that will likely result from releasing lesser 
quantities. 

 



 

 55

The downstream impact of changing flow releases from Conowingo dam was a 
critical element in assessing management alternatives.  Operation under the selected 
management plan was compared to the established operating baseline condition over 
the 73 years of modeled record to measure impacts expected.  It was determined that 
there was essentially no difference in the two operating modes for downstream flow 
parameters to include days below Q-FERC, days below salinity thresholds in the 
Susquehanna River at Havre de Grace, and average and minimum flow releases from 
Conowingo dam.   
 
More specifically, the release of lesser quantities due to implementation of a leakage 
credit was not found to dramatically increase incidences of low flow complications 
below the dam during drought periods.  Moreover, close examination of model results 
shows that alternatives that allow a leakage credit and thus, preserve storage in 
Conowingo pond during droughts, ultimately deliver more water downstream for 
several weeks after river flows rebound above critical low levels.  These higher 
releases are the result of the pond being able to return to normal operations more 
quickly if storage was preserved.  Alternately, if significant drawdown of the pond is 
allowed to occur during a drought, the dam will need to retain as much inflow as 
possible to rebuild storage, thus limiting the water available for downstream release. 
 

Because the Automatic Q-FERC + 1,000 alternative met the objectives of the Workgroup 
in terms of a reasonable modification of existing protocols for implementation of the leakage 
credit, and did not conflict with the four issues discussed above, the Workgroup recommended 
that this alternative serve as the basis for the recommended Conowingo Pond Management Plan.  
The Commission concurred with this recommendation. 
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VII.   CONOWINGO POND MANAGEMENT PLAN 
 
A.   Description of the Conowingo Pond Management Plan 
 
 Based on results of numerous modeled alternative operating scenarios, the Workgroup 
identified the leakage and the minimum release requirement as the most critical parameters in 
managing low flows and enabling the Conowingo pond to remain viable during droughts.  While 
water conservation measures and the release of augmenting flow from upstream reservoir storage 
were deemed reasonable measures worthy of consideration, the supplemental volume of water 
they provide was found to be small relative to the daily fluctuations of the pond, and by 
themselves offered limited drought mitigation.  Therefore, the selected Conowingo Pond 
Management Plan was based on establishing a formal protocol for implementing a license 
variance related to leakage, and specifying the hydrologic conditions under which the variance is 
warranted. 

 
The simulated results of operating the resource under the selected plan, “Automatic 

Q-FERC + 1,000,” demonstrated the most favorable balance between preserving adequate levels 
in the pond, ensuring reliable multipurpose use of the pond, and meeting the requirements for the 
quantity of water released to the downstream reaches of the Susquehanna River and the 
Chesapeake Bay.  The plan includes initiation of an automatic credit for leakage of up to 800 cfs, 
as necessary, when the flow conditions at the Marietta gage decline to a flow of 1,000 cfs greater 
than the seasonal flow thresholds (“Q-FERC”) established by FERC.  The credit for leakage 
would remain in effect until the flow at Marietta increases to a level greater than 1,000 cfs above 
the Q-FERC conditions.   

 
Under the plan, the credit for leakage is never automatically given during the spring shad 

spawning season, from April 1 through June 30, regardless of flow conditions at Marietta.  The 
plan also stipulates that a credit for leakage does not obviate Exelon from its responsibility to 
operate in accordance with certain existing guidelines.  The guidelines, which are consistent with 
operating conditions included in the four previous variances issued by FERC, are listed in 
Section VII-C. 

 
If a severe drought should occur early in the year and cause conditions in the pond to 

become critical during the spring spawning season, Exelon may decide it is necessary to request 
a temporary variance to allow leakage credit during some or all of the period of April 1 through 
June 30.  It will need to clearly demonstrate the need for the variance to FERC and the resource 
agencies, who will evaluate the request at that time. 
 
B.   Implementation of the Management Plan 

 
The Conowingo Pond Management Plan is expected to have the support of the 

Workgroup and the Commission due to Conowingo pond’s interstate characteristics and 
importance to low flow conditions in the lower Susquehanna River and upper Chesapeake Bay.  
Implementation of the plan will then require that Exelon successfully petition FERC for an 
amendment to the existing license to include the proposed credit of the gate leakage during 
drought conditions.  The thorough planning effort of the Workgroup over the past four years and 
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formal support of the proposed license amendment by the agencies involved are expected to be 
positive input to the approval process.  The participation and support of the Commission and key 
resource agencies, including the U.S. Fish and Wildlife Service, Pennsylvania Fish and Boat 
Commission, Pennsylvania Department of Environmental Protection, and the Maryland 
Department of Natural Resources, will be essential during the FERC approval process. 

 
Following FERC approval, it is expected that Exelon will adopt the new operating 

protocols, in accordance with any conditions imposed by FERC in the license amendment.  
Exelon and the Commission will coordinate to keep the Workgroup apprised of progress of the 
license amendment as it is subject to the approval process at FERC, and to provide information 
on the implementation of amended license requirements as appropriate.  

 
A complete relicensing of the Conowingo Hydroelectric Station is scheduled for 2014.  

Depending upon the implementation date of the recommended license amendment, there could 
be up to five years of empirical data available (assumes the period 2007-2012 for data collection 
and analysis since the relicensing application is due in 2012) to assess the results of the leakage 
credit protocol.  The information should prove useful for considering the appropriateness of 
continuing the leakage credit under the full relicensing process.  In addition, the minimum flow 
release requirements established in the 1988 settlement agreement are subject to review and 
possible revision during the relicensing process.  It is fully expected that the Commission and 
key resource agencies will be actively involved in the relicensing process.   
 
C.   Operation of the Management Plan 
 

The long-term effectiveness of the Conowingo Pond Management Plan requires that its 
operational aspects be successfully accomplished.  There are two components of the plan’s 
operation:  (1) the continuous project operations for the hydroelectric power facilities involving 
certain water resources; and (2) oversight by the Workgroup of project operations during low 
flow conditions.   

 
The Susquehanna Electric Company will be responsible for operating the Conowingo 

Hydroelectric Station during low flow periods in accordance with the amended FERC license, as 
recommended in the Conowingo Pond Management Plan.  Operation of the hydroelectric 
facilities includes monitoring the Susquehanna River flows at the Marietta stream gage and 
releasing the required flows from Conowingo dam.  When the credit for leakage becomes 
effective, the controlled flow releases can be reduced accordingly.  Incorporation of the leakage 
credit is a tool that will be used only to the extent needed in order to maintain viable pond levels 
while still meeting the minimum downstream flow requirements established in the 
1988 settlement agreement.  The leakage credit will not be used to store additional water for the 
purpose of increasing hydroelectric power production. 

 
The selected management plan addresses only implementation of the leakage credit.  It is 

not intended that other existing protocols or precautionary measures be modified or discontinued.  
Specifically, the Workgroup recommended, and the Commission concurred, that the operation of 
Conowingo remain subject to the following requirements, as it is currently:  
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1. When implementing the credit for leakage, dam personnel should record and 
periodically report flows measured at the Marietta stream gage; 

 
2. Dam personnel should monitor conditions downstream of the dam for potentially 

adverse impacts to the aquatic habitat as a result of flow reductions related to the 
leakage credit; 

 
3. When operating under the variance, dam personnel should record and periodically 

report facility operations, specifically the estimated discharge through the turbines 
and estimated total outflow; and 

 
4. Discussion and deliberation between dam personnel and resource agencies should 

remain available as a means of coordinating the optimum management of the resource 
to balance needs both in the pond and downstream of the dam. 

 
The Workgroup will continue to function as a body to provide oversight of project 

operations during low flow periods as related to river inflow, pond levels, and downstream flow 
releases.  Those members of the Workgroup that are directly involved with or responsible for 
water withdrawals, flow measurements, hydroelectric operations, or other actions with the 
potential to impact conditions in and below the Conowingo pond will provide routine overview 
and updates to ensure project operations are in accordance with the management plan.  Other 
Workgroup members will be included in the oversight capacity if they so desire.  As was the case 
for the development of the management plan, Workgroup participation will be voluntary and 
collaborative.   

 
In addition to providing oversight during low flow events, it is anticipated that the 

Workgroup also meet annually, most likely in May, in order to review project operations and 
assess the developing hydrologic conditions as they pertain to the potential for significant low 
flow periods later in the year.  Special meetings can be called at any time, if needed, due to 
developing drought conditions.  The hydrologic model used to develop the management plan is 
to be kept up to date for the Workgroup’s use and it will accurately reflect current water 
withdrawals in both the pond and the Susquehanna River Basin, as well as current policies and 
operation protocols.  The Commission will be responsible for maintaining the model in an active 
and up-to-date status.  Review of the model and plan in future years will allow for the 
investigation of modified operations at all the hydroelectric facilities under future or amended 
licenses.  It will also enable evaluation of other large-scale projects throughout the basin and the 
use of proposed releases from the hydroelectric ponds for the purpose of mitigation for 
consumptive water use at steam facilities such as Brunner Island and Peach Bottom.   

 
It is also planned that the Workgroup will hold an annual drought operation exercise, 

possibly as part of their meeting discussed above.  The Commission will utilize the hydrologic 
model during the operations exercise with the Workgroup, particularly when conditions indicate 
that a drought situation may transpire.  To the extent available, forecasts should be incorporated 
into the exercises.  The exercise should also make use of actual initial hydrologic conditions and 
up-to-date estimates of consumptive water use in the basin, and should perform position 
analyses.  Water supply and hydroelectric facility operators should be prepared to share relevant 
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information and prepare ahead of time contingency operating strategies for investigation at the 
exercise.  Effective communications during drought conditions will be stressed as an important 
facet of the exercise. 

 
The Workgroup will also be responsible for reviewing and recommending updates to the 

selected management plan on a periodic basis not to exceed five years.  Practical experience 
gained through operations under the plan will be a key consideration in revising the plan.  As one 
example of a factor to consider, the correlation between low flows and salinity levels in the 
Susquehanna River at Havre de Grace should be documented and assessed. Other actions that 
will need to be considered in updating the management plan include the relicensing of the 
Conowingo Hydroelectric Station (scheduled for 2014), the proposed expansion at PPL’s 
Holtwood project (scheduled for 2010), and the Commission’s consideration of approval for 
continuation of withdrawals from Conowingo pond by the Peach Bottom Atomic Power Station 
(current approval expires in 2011). 

 
D.   Related Actions by the Susquehanna River Basin Commission 
 

As discussed in Section I-A, the Workgroup was tasked with identifying actions 
beneficial for managing the Conowingo pond that the Commission should consider including in 
its regulatory and water resources programs.  The Workgroup considered several items that are 
not part of the Conowingo Pond Management Plan per se, but can be taken as related actions.  
Three specific recommendations for Commission action resulted and are discussed below.  The 
Commission supports each recommendation and plans to take action on each item. 

 
1. Workgroup Recommendation:  The Commission should consider the impacts of 

increasing consumptive water use in the basin on the Conowingo pond and develop 
measures to mitigate the impacts, if needed.   

 
Discussion:  Several management alternatives were investigated for the purpose of 
discerning the potential for increased consumptive water use upstream of the pond to 
impact the operations of the dam and the facilities located on or downstream of the 
pond.  Results showed that greater upstream consumptive water use can cause more 
frequent low flow conditions in the pond vicinity.  In order to fully assess the 
potential for aggravating future droughts, the Commission should undertake a study 
to characterize upstream consumptive water use and to quantify future consumptive 
water use needs.  The study should assess the potential impact of future needs and 
address the need for any mitigation efforts to offset the impacts. 
 
The Commission plans to undertake this study as resources allow. 

 
2. Workgroup Recommendation:  The water supply storage owned by the 

Commission at the federal Cowanesque and Curwensville Lakes projects should be 
investigated for alternative operational strategies to provide more effective, 
multipurpose low flow augmentation, including benefits to the Conowingo pond and 
instream resources below the dam.   
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Discussion:  The Workgroup identified the difference between Q7-10 and Q-FERC 
levels as a hindrance to the potential for Commission storage to provide relief for 
downstream drought conditions.  Q7-10 flows occur much less frequently than 
Q-FERC flows, so Commission storage is often unused while conditions in the pond 
and downstream deteriorate.  Deeper investigation into the capability of the 
Commission storage to provide relief should be undertaken, and operating policies 
developed to use that storage to respond to demonstrated downstream needs rather 
than the infrequent Q7-10 conditions at two locations in the basin (Harrisburg and 
Wilkes Barre, Pennsylvania).  
 
The Commission plans to undertake this investigation as resources allow.  A scope of 
work has been prepared by the Commission and USACE. 
 

3. Workgroup Recommendation:  The Commission should incorporate key 
management principles and tools described in the Workgroup report, including the 
use of the annually updated hydrologic model, into the Commission’s regulatory and 
water resource management programs. 

 
Discussion:  The hydrologic model developed by the Commission and used by the 
Workgroup is a useful and valuable tool, with extensive applicability to management 
of the water resources of the Susquehanna basin.  The Commission should maintain 
the model with current data and should update water use information annually for use 
in regulatory and management decisions.  Likewise, the management principles 
identified by the Workgroup should be incorporated into the Commission’s regulatory 
and water management programs. 
 
The Commission has incorporated use of the hydrologic model and the management 
principles into its water resources management program.   

 
 To demonstrate its support for implementing the above recommendations, the 
Commission took action formally adopting the Conowingo Pond Management Plan.  As part of 
that action, the Commission included the plan in its Comprehensive Plan for Management and 
Development of the Water Resources of the Susquehanna River Basin, noting that the inclusion 
should not be construed as in any way binding upon the Commission in the approval or 
disapproval of projects pursuant to its authority under the Compact or the regulations 
promulgated thereunder. 

 
E.   Long-Term Benefits 
 

The preceding report and the thorough analysis that it documents provide valuable 
information for the Commission, public water suppliers, power companies, and environmental 
resource agencies in making regulatory and management decisions involving the resources of the 
lower Susquehanna River.  Given the potential for increased water use and future withdrawals in 
the upstream basin and from the Conowingo pond, adoption of the Conowingo Pond 
Management Plan and related recommendations is intended to ensure sustainable operations and 
a reliable water source for all needs, from public water supply and power generation to recreation 
and aquatic habitat, for many years to come.  
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VIII.   SUMMARY OF CONCLUSIONS AND ACTIONS 
 

The Workgroup concluded that the preferred alternative, “Automatic Q-FERC + 1,000,” 
provides the best basis for sound management of the Conowingo pond during low flow 
conditions.  This plan demonstrated the most favorable balance between preserving adequate 
levels in the pond, ensuring reliable multipurpose use of the pond, and meeting the requirements 
for the quantity of water released to the downstream reach of the Susquehanna River and the 
Chesapeake Bay.  The Workgroup also concluded that it should remain active in an oversight 
and review capacity of pond operations during low flow conditions, and that the Commission 
should take several related actions to potentially benefit the Conowingo pond.  The Commission 
fully supports the Workgroup’s conclusions.  

 
The Commission also supports the following actions recommended by the Workgroup: 
 
1. Implementation of “Automatic Q-FERC + 1,000” by Exelon, to include the 

operational features and protocols described in this report, after FERC approval 
through the license amendment process; 

 
2. Continuance of the Workgroup as an active body to provide oversight and review of 

pond operations during low flow events, to hold drought exercises, and to periodically 
review and update the management plan; 

 
3. Consideration by the Commission of the impacts of increasing consumptive water use 

in the Susquehanna River Basin on the Conowingo pond and development of 
measures to mitigate the impacts, if needed;   

 
4. Investigation of the water supply storage owned by the Commission at Cowanesque 

and Curwensville Lakes for alternative operational strategies to provide more 
effective, multipurpose low flow augmentation, including benefits to the Conowingo 
pond and instream resources below the dam; and 

 
5. Incorporation of key management principles and tools described in the Workgroup 

report, including the use of the annually updated hydrologic model, into the 
Commission’s regulatory and water resource management programs. 
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